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On January 24 thru February 2, 2018, Alta Environmental conducted a survey for asbestos, and lead in 
paint for the upcoming air conditioning project to be completed at Santa Monica High School located at 601 
Pico Boulevard, Santa Monica, California. Our Cal/OSHA and California Department of Public Health 
(CDPH) Certified Professionals conducted the following activities: 

 Review of existing records by Cape Environmental 1993, CTL Environmental 2008, 

 Investigation to locate suspect asbestos-containing materials (ACM), and lead in paint in areas impacted 
by the scope of work;  

 Physical assessment of suspect ACM, painted surfaces; 

 Collection of bulk samples from suspect ACM, painted surfaces; and 

 Laboratory analysis of samples collected. 

Alta survey and sampling was limited to: Business, Art, English, History, Barnum Hall, Language, 
Administration, Music, and Gymnasium buildings. The survey included all interior walls, ceilings, ceiling 
spaces, attic spaces and exterior walls, roof and mechanical units and ancillary equipment.  Based on 
review of the drawings, and information provided by the District, floors and crawlspaces will not be 
impacted during this project, and therefore, not inspected.   

Asbestos-containing materials (ACMs) were detected in in areas inspected by the scope of work. Removal 
may be subject to regulation under USEPA 40 CFR 61, locally enforced by South Coast Air Quality 
Management District (SCAQMD) and Cal/OSHA regulation (Title 8 CCR Section 1529). 

Lead-based paints (LBP) were detected in areas impacted by the scope of work.  Removal and 
disturbances may be subject to California Department of Public Health.  When disturbed for construction 
purposes, impacts may be subject to Cal/OSHA worker protection requirements such as but not limited to 
initial employee exposure monitoring, worker protection etc. 

Lead-containing paints (LCP) were detected in areas impacted by the scope of work.  When disturbed for 
construction purposes, impacts may be subject to Cal/OSHA worker protection requirements such as but 
not limited to initial employee exposure monitoring, worker protection etc. 

Refer to section 5 in this report for a summary of findings. 
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REPORTED: February 15, 2018 PROJECT NO.: SMSD-18-7472 

CLIENT: Santa Monica-Malibu Unified School District  
1651 Sixteenth Street 
Santa Monica, California 90404 

  

ATTENTION: Mr. Don Kinkade   

REF: Asbestos and Lead Survey  
HVAC Project 
Santa Monica High School 
2401 Santa Monica Boulevard 
Santa Monica, California 90404 

  

1 INTRODUCTION 

On January 24 thru February 2, 2018, Alta Environmental conducted a survey for asbestos, and lead in 
paint for the upcoming air conditioning project to be completed at Santa Monica School located at 601 Pico 
Boulevard, Santa Monica, California. 

For this project, Alta used previous sampling information provided by the District.  Alta reviewed the Cape 
Environmental 1993 and CTL Environmental 2008.  In some cases, the sampling and information was 
augmented during this inspection to meet current sampling requirements. 

2 PROJECT BACKGROUND 

Santa Monica-Malibu Unified School District retained Alta Environmental for the limited survey. The survey 
was completed by Fabian Ruvalcaba, a Cal/OSHA Certified Asbestos Consultant and California 
Department of Public Health (CDPH) Certified Inspector/Assessor, and Jorge Robles, a Cal/OSHA Certified 
Site Surveillance Technician working under the direct supervision of Fabian Ruvalcaba, A Cal/OSHA 
Certified Asbestos Consultant and California Department of Public Health (CDPH) Certified 
Inspector/Assessor 

3 SCOPE OF WORK 

Alta survey and sampling was limited to: Business, Art, English, History, Barnum Hall, Language, 
Administration, Music, and Gymnasium buildings. The survey included all interior walls, ceilings, ceiling 
spaces, attic spaces and exterior walls, roof and mechanical units and ancillary equipment.  Based on 
review of the drawings, and information provided by the District, floors and crawlspaces will not be 
impacted during this project, and therefore, not inspected.   
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The survey included the following: 

 Review of existing records by Cape Environmental 1993 and CTL Environmental 2008; 

 Investigation to locate suspect asbestos-containing materials (ACM), and lead in paint in areas impacted 
by the scope of work;  

 Physical assessment of suspect ACM, painted surfaces; 

 Collection of bulk samples from suspect ACM, painted surfaces; 

 Laboratory analysis of samples collected. 

4 METHODOLOGY 

4.1 Asbestos 

Bulk samples of representative observed construction materials were collected. The sampling was 
conducted using guidelines set forth in Federal Register 40 CFR Part 763. Alta Environmental conducted 
an initial walkthrough of the Site to develop a listing and sampling scheme of suspect materials. Samples 
were placed in sealable sample containers and assigned a unique sample identification number. 

Bulk samples collected from the Site were subsequently analyzed by polarized light microscopy (PLM) for 
asbestos content in accordance with the United States Environmental Protection Agency’s (USEPA) 
Determination of Asbestos in Bulk Building Materials: EPA/600/R-93/116, July 1993, at AQ Environmental 
Laboratories located in Signal Hill, California. a laboratory accredited by the National Voluntary Laboratory 
Accreditation Program. 

Based on the requirements of the USEPA as set forth in 40 CFR 763, a homogeneous material is defined 
as “an area of surfacing material, thermal system insulation material or miscellaneous material that is 
uniform in color and texture.” Furthermore, the regulation requires that a minimum number of samples be 
collected from each identified homogeneous material. If one sample in a homogeneous material is found to 
contain asbestos, the entire homogeneous material is considered to be asbestos-containing. 

Several materials included in this report were reported to contain low levels of asbestos, laboratory reported 
as less than 1% (<1%). A gravimetric reduction followed by point count analysis was performed by the 
laboratory. Point-count analysis involves gravimetric reduction through ashing and acid dissolution removes 
interfering organic binders and calcium carbonate facilitating a more accurate and reliable analysis. A 
predetermined number of points were counted (in California, 1000 for 0.1% detection limit). The number of 
asbestos points is divided by the total number of points counted to obtain the percent asbestos in the 
residue. The final result is then obtained by multiplying the percent asbestos in the residue by the 
percentage of the sample represented by the residue.  Results of the 1,000 point count analysis have been 
incorporated in this report. 

Caution is advised in interpreting results provided herein.  
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4.2 Lead 

Representative bulk paint chip samples of plaster, drywall, stucco, and painted mechanical equipment were 
collected from interior and exterior walls and components.  Impacts to other painted components such as but 
not limited to doorframes, window frames etc. were not anticipated, therefore, not included in this inspection.  

Paint chips were collected to determine the parts per million concentration of lead in the painted surfaces. 
Paint chip samples were collected for construction safety as defined by Title 8 CCR Section 1532.1. Paint 
chip sample analysis was conducted by EPA Method SW846/7420 at AQ Environmental located in Signal 
Hill, California, a laboratory are accredited by the Environmental Laboratory Accreditation Program 

5 RESULTS  

5.1 Asbestos 

Asbestos-containing materials (ACM) are those materials found to contain greater than one percent 
asbestos by weight as determined by the PLM method of analysis.  These materials are subject to 
regulation under USEPA 40 CFR 61, local South Coast Air Quality Management District (SCAQMD). These 
materials are also subject to Cal/OSHA regulation (Title 8 CCR Section 1529) when disturbed for 
construction purposes.  

Asbestos-containing construction materials (ACCM) are those materials reported to contain less than one 
percent (<1%) by PLM or greater than one tenth of one percent (>0.1%) using a 1,000 point count analysis. 
ACCMs are subject to Cal-OSHA regulation when disturbed for construction purposes. 
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Summary of ACMs and ACCMs: 

Material Sample No. Material Location Asbestos Content Est. Qty. 

Business Building 

TSI on pipe (above drop-
down ceiling) 

0124-31 thru 
0124-33 

Above drop-down 
ceiling in 1st floor 

hallway 

5% amosite – 8% 
amosite 

<1% crocidolite 

700 LF 

Chalkboard mastic N/A 

Basement room 
10, 1st floor rooms, 
100, 106, 110, 120, 

111, 115 

Assumed 40 each 

Art Building  

Window putty  

0125-A7 thru 
0125-A9, 

5274 

Exterior windows 

0.51% chrysotile –
0.62% chrysotile 

(1000 pt.)  

200 LF 

Acoustical plaster ceiling  
0125-A18 thru 

0125-A24 
Above ceiling tile in 

all rooms 
2% chrysotile – 3% 

chrysotile  
6,000 SF 

4” diameter pipe TSI 5271 
2nd floor attic space 

throughout  
10% chrysotile  
10% amosite 

10 LF 

4” diameter pipe elbows 5272 
2nd floor attic space 

throughout 
5% chrysotile  10 elbows  

Asbestos-cement panels N/A 
Room 013A, lining 

furnace hood 
Assumed 20 SF 
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Material Sample No. Material Location Asbestos Content Est. Qty. 

English Building 

Soffit plaster ceiling  
E201 thru 

E203 

E217, E215, E213, 
E208, E210, 2nd 

floor, corridor, 
E201, E200, E302, 

E304, E100 - 
E117, 200, E217, 

E215, E213 (above 
ceiling tile, 1st floor 
corridor, 1st floor 
restrooms (above 
drywall ceiling)) 

5% chrysotile  14,000 SF 

History Building 

Soft rough plaster H16 thru H22 

Rooms H101, 
H102, H100, H106, 

H114, 116, 118, 
120, 122, 121, 119, 
200, 201, 202, 203, 
205, 207, 208, 209, 
210, 213, 214, 215, 

216, 217, 218, 
1st&2nd floor 

3% chrysotile 39,000 SF 

TSI pipe insulation 
0130-H29, 
0130-H30, 
0130-H31 

Basement hallway 
in ceiling space, 

room H023 storage 

6% amosite and        
2% chrysotile 

800 lF 

Language Building 

Base flashing roof panels 
LL1301 thru 

LL1303 
Roof 

None detected- 5% 
chrysotile 

300 SF 

Exterior stucco wall and 
ceilings 

LL1401 thru 
LL1405, 

LL1501 thru 
LL1505 

Exterior Walls and 
overhang 

2% - 3% chrysotile  9,500 SF 
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Material Sample No. Material Location Asbestos Content Est. Qty. 

Ceiling access panels LL1601 
Room L104 thru 
L116, room L204 

thru L210 
3% chrysotile 20 units 

Administration Building 

Joint compound on drywall 
mud ceiling 

5200, 5201, 
5202, 5205, 

5206.  
0201-06, 
0201-08 

Rooms M200, 201 
(A-E), 200A 

3% chrysotile 2,500 SF 

Music Building 

Drywall mud ceiling 
0202-24 thru 

0202-28 
Rooms M200, 201 

(A-E), 200A 

0.94% -1.14% 
chrysotile 

(1000 pt.) 

3,500 SF 

Drywall ceiling composite 
with mud 

0202-29 
Rooms M200, 201 

(A-E), 200A 

0.25% chrysotile 

(1000 pt.) 
3,500 SF 

Stucco 
0202-72 thru 

0202-78 
Exterior walls 

<0.1% - 0.22% 
chrysotile 

(1000 pt.) 

6,300 SF 

North/South Gym 

Drywall with mud (ceiling) 
composite 

gym-17 

Above fissured 
ceiling panels, 

northeast stairwell, 
north gym, 

southeast stairwell, 
south gym, SG206, 

basketball court, 
north and south 

gym seating areas 

0.17% chrysotile 

(1000 pt.) 
12,700 SF 
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Drywall mud (ceiling)  
gym-21 thru 

gym-27 

Above fissured 
ceiling tiles, 

northeast stairwell, 
north gym, 
southeast, 

stairwell, south 
gym, north and 

south gym, seating 
areas, basketball 

court 

0.67% - 1.04% 
chrysotile 

(1000 pt.) 

12,700 SF 

 

The results for all other materials sampled were reported as “none detected,” based on the limitations of the 
analytical method. Please refer to Appendix A for a complete listing of materials sampled, locations, and 
material conditions. 

5.2 Lead 

Lead-based paint (LBP), according to, the State of California, HUD and the USEPA is defined as paint or 
other surface coating with lead content equal to or greater than 5,000 parts per million (ppm) by paint chip 
analysis. 

Lead-containing paints (LCP) according to Cal/OSHA Title 8 CCR, Section 1532.1(d) are defined as paints 
reported with any detectable levels of lead by paint chip analysis.  When disturbed for construction 
purposes, these surfaces are subject to Cal/OSHA exposure assessment requirements.  Amongst other 
things, this regulation requires initial employee exposure monitoring to evaluate work exposure during work 
that disturbs paint with any detectable level of lead. If airborne lead levels are above the established 
Cal/OSHA action limit or permissible exposure limit, additional monitoring and respiratory protection are 
required.  

The following painted surfaces were analyzed by paint chip: 

Sample # Component Substrate Material Location Paint Color Lead 
(mg/cm²) 

Business Building 

PC-7 Ceiling Metal Room B105 Gray 75,000 

PC-8 Roof vent Metal Roof exhaust vents Black 160,000 

English Building  

PC-19A Beam Metal Structural beams and columns Orange 650,000 
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Sample # Component Substrate Material Location Paint Color Lead 
(mg/cm²) 

Art Building 

PC-25 Beam Metal Interior structural beams/columns Orange 560,000 

Barnum Hall 

PC-47 Beam Metal Original structural beams, 
columns, decking 

Orange 440,000 

North South Gym 

PC-67 Beam wall Metal Interior structural beams, columns, 
truss 

Green 27,000 

Admin Building 

PC-72 Duct Metal Book room  White 5,000 

Lead-containing paints according to Cal/OSHA Title 8 CCR, Section 1532.1(d) are defined as paints 
reported with any detectable levels of lead by paint chip analysis.  When disturbed for construction 
purposes, these surfaces are subject to Cal/OSHA exposure assessment requirements.  Amongst other 
things, this regulation requires initial employee exposure monitoring to evaluate worker exposure during 
work tasks that disturbs paint with any detectable level of lead. If airborne lead levels are above the 
established Cal/OSHA action limit or permissible exposure limit, additional monitoring and respiratory 
protection are required. 

 Wall, and ceilings-plaster and drywall and stucco  
 Painted mechanical equipment and components 

6 CONCLUSIONS AND RECOMMENDATIONS 

Alta survey and sampling was limited to: Business, Art, English, History, Barnum Hall, Language, 
Administration, Music, and Gymnasium buildings. The survey included all interior walls, ceilings, ceiling 
spaces, attic spaces and exterior walls, roof and mechanical units and ancillary equipment.  Based on 
review of the drawings, and information provided by the District, floors and crawlspaces will not be 
impacted during this project, and therefore, not inspected.  The scope of work was limited to asbestos-
containing material and lead in paint. 

Alta recommends that during removal, or demolition, if suspect ACMs or lead materials are discovered, that 
the materials be assumed to contain asbestos and lead.  The suspect ACM and lead materials should be 
properly characterized by a Cal-OSHA certified professional prior to disturbance or removal. 
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Alta has incorporated and summarized the sampling information from previous survey records: Cape 
Environmental 1993, CTL Environmental 2008. The findings reported in this report are intended to be used 
in conjunction with the previous records.  

 

6.1 Asbestos 

Asbestos-containing materials have been identified at the Site.  Refer to Section 5 in this report for a 
summary of ACMs. 

Asbestos-containing construction materials (ACCM) are those materials reported to contain less than one 
percent (<1%) by PLM or greater than one tenth of one percent (>0.1%) using a 1,000 point count analysis. 
ACCMs are subject to Cal-OSHA regulation when disturbed for construction purposes. Refer to Section 5 in 
this report for a summary of ACMs. 

Several materials included in this report were reported to contain low levels of asbestos, laboratory reported 
as less than 1% (<1%). A gravimetric reduction followed by point count analysis was performed by the 
laboratory. Point-count analysis involves gravimetric reduction through ashing and acid dissolution removes 
interfering organic binders and calcium carbonate facilitating a more accurate and reliable analysis. A 
predetermined number of points were counted (in California, 1000 for 0.1% detection limit). The number of 
asbestos points is divided by the total number of points counted to obtain the percent asbestos in the 
residue. The final result is then obtained by multiplying the percent asbestos in the residue by the 
percentage of the sample represented by the residue.  Results of the 1,000 point count analysis have been 
incorporated in this report. 

Removal of ACMs should be conducted by a licensed asbestos abatement contractor utilizing isolation 
control methods and dispose of properly. Workers handling ACM shall be asbestos trained and shall wear 
the appropriate personal protective equipment. Removal shall be conducted in accordance with South 
Coast Air Quality Management District (SCAQMD) Procedures 1 and or 3 as necessary. 

Damaged asbestos materials should be removed, repaired, encapsulated or enclosed. The USEPA (locally 
enforced by South Coast Air Quality Management District (SCAQMD) requires that all asbestos materials 
be removed prior to any renovation or demolition activities that may impact the material. The USEPA 
recommends that a proactive, in-place management program be put in place whenever asbestos is 
discovered in a building. Asbestos materials that are not damaged may be managed in place with a good 
operations and maintenance (O&M) program. 

Material quantities included in this report are of observed material and provided as a best estimate for 
information only and shall not be used as a reliable quantity by any contractor for preparing removal bids. 
The contractor shall be solely responsible for assessing the type, extent, and quantity of material to be 
removed in each area of the project in preparing each project bid. 

6.2 Lead 

6.2.1 Lead-based paint 

Lead-based paints have been identified in the Site. Refer to Section 5 in this report for a summary of LBP. 
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Impacts to LBP when disturbed for construction purposes are subject to Cal/OSHA worker protection 
requirements such as but not limited to initial employee exposure monitoring, worker protection etc.  
Impacts to LBP may also be subject to California Department of Public Health requirements if results of 
worker exposure monitoring exceed the Cal/OSHA permissible exposure limit. 

An O&M program is also recommended for the identified LBP in good condition. An O&M program or 
interim control is a set of measures designed to temporarily reduce human exposure or possible exposure 
to LBP hazards. Such measures may include specialized cleaning, repairs, maintenance, painting, 
temporary containment and management and resident education programs. Visual monitoring conducted 
by owners and/or reevaluations by risk assessors are integral elements of an interim control. An initial 
evaluation of potential LBP hazard by a certified risk assessor is recommended for a successful 
implementation of the interim controls. 

Abatement (e.g., stabilization) is recommended for damaged LBP, or if the condition of the materials noted 
as being in good condition should change. According to Federal regulations and guidelines, LBP abatement 
is the permanent (defined as designed to last at least 20 years or, in case of encapsulation, a 20-year 
product warranty) elimination of LBP hazards through replacement, enclosure, encapsulation, paint removal 
and cleaning to remove lead-contaminated dust. 

Work activities impacting LBP pose a potential exposure risk for workers and/or building occupants. 
Workers trained in proper safety and respiratory techniques should perform renovation activities that may 
impact the LBP described in this report. 

6.2.2 Lead-containing Paints 

Lead-containing paints have been identified at the Site.  Refer to Appendix G in this report for a summary of 
LCP.   

Workers who disturb surfaces with lead-containing paint are subject to regulation under Title 8 CCR, 
Section 1532.1 (d). These requirements include awareness training, monitoring to determine worker 
exposure. This regulation requires initial and on-going (if necessary) employee exposure monitoring to 
evaluate lead work exposure that disturbs paint with any detectable level of lead. Alta Environmental 
suggests that engineering controls, respiratory protection and personal protective equipment be employed 
at the start of any project that disturbs painted surfaces. 

7 ASSUMPTIONS AND LIMITATIONS 

This report was prepared exclusively for use by Santa Monica-Malibu Unified School District and may not 
be relied upon by any other person or entity without Alta Environmental’s express written permission. The 
information, conclusions and recommendations described in this report apply to conditions existing at 
certain locations when services were performed and are intended only for the specific purposes, locations, 
time frames and project parameters indicated. Alta Environmental cannot be responsible for the impact of 
any changes in environmental standards, practices or regulations after performance of services.  

In performing our professional services, we have applied present engineering and scientific judgment and 
used a level of effort consistent with the current standard of practice for similar types of studies.  
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As applicable, Alta Environmental has relied in good faith upon representations and information furnished 
by individuals with respect to operations and existing property conditions, to the extent that they have not 
been contradicted by data obtained from other sources. Accordingly, Alta Environmental accepts no 
responsibility for any deficiencies, omissions, misrepresentations, or fraudulent acts of persons interviewed. 

Alta Environmental will not accept any liability for loss, injury claim, or damage arising directly or indirectly 
from any use or reliance on this report. Alta Environmental makes no warranty, expressed or implied. 

This report is issued with the understanding that the client, the property owner, or its representative is 
responsible for ensuring that the information, conclusions, and recommendations contained herein are 
brought to the attention of the appropriate regulatory agencies, as required.  

Material quantities are in some cases listed within this document. These quantities are not intended to be 
used for removal bidding purposes. Nor is this document intended as a contract manual. Work methods 
and sequence, coordination of participants, applicable codes, engineering controls, required submittals and 
notifications should in all cases be addressed in a separate and independent bidding and contract 
document. 

If you have any questions, please do not hesitate to contact the undersigned at (562) 495-5777. We 
appreciate the opportunity to be of service to Santa Monica-Malibu Unified School District. 

8 SIGNATORY  

Respectfully submitted by:   

Alta Environmental 

 

 

 

Cesar Ruvalcaba 
Project Manager 
Certified Asbestos Consultant Cert. #95-1799 
Lead Inspector/Assessor, Project Monitor 
CDPH Cert. #6855 
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Field Bulk Sample List: Asbestos



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 1 of 39

CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Sand plaster Previously 

sampled 
5228-34

None detected N/A Basement Room 10, 1st 
floors, rooms 100, 100A, 

101, 101A, 102, 103, 104, 
106, 106A, 110, 111, 120, 
115, 122, 124, 126, 126A, 
hallway, men's restroom, 
office 1, 2nd floor, rooms 
200, 200A, 201, 202, 205, 

206, 208, 207, 204A, 
office 2, girls restroom 

(note: water damage on 
plaster at various 

locations) 

    25,000 SF No Yes

Rough plaster ceiling 0124-01 None detected 1st floor hallway, center 

Rough plaster ceiling 0124-02 None detected 1st floor east end, center
Rough plaster ceiling 0124-03 None detected 1st floor west end, center
Acoustical plaster 
ceiling

0124-04 None detected 1st floor hallway, center 

Acoustical plaster 
ceiling

0124-05 None detected 1st floor east end, center

Acoustical plaster 
ceiling

0124-06 None detected 1st floor west end, center

Acoustical plaster 
ceiling

0124-07 None detected Room 102, northwest corner

Acoustical plaster 
ceiling

0124-08 None detected Room 120, center

Acoustical plaster 
ceiling

0124-09 None detected Room 202, center

Acoustical plaster 
ceiling

0124-10 None detected Room 106, southwest 
corner

Business Building 
Approx. Qty.

1st floor hallways (note: 
water damage on plaster)

Above drop down ceilings 
in all rooms and hallways 

No

    25,000 SF

Yes

No Yes

         950 SF



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 2 of 39

CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Business Building 

Approx. Qty.
Drywall Previously 

sampled 
5240

None detected N/A

Drywall 0124-11 None detected Room 200, southwest 
corner

Drywall composite with 
joint compound

Previously 
sampled 

5241

None detected N/A

12"x12" random peg 
hole ceiling tile with 
glue 

Previously 
sampled 

5245

None detected N/A

12"x12" random peg 
hole ceiling tile with 
glue 

0124-12 None detected Room 200 northwest corner 

12"x12" random peg 
hole ceiling tile with 
glue 

0124-13 None detected Room 110 center 

2'x4' fissured ceiling 
panel 

Previously 
sampled 

5246

None detected N/A

2'x4' fissured ceiling 
panel 

0124-14 None detected Room 202, southwest 
corner

2'x4' fissured ceiling 
panel 

0124-15 None detected Room 206, northeast corner 

Basement room 10, 1st 
floor restrooms, 100, 

101A, 103, 106, office 1, 
106A, 110A, 110, 111, 
110A, 122, 124, 126 
restroom, 2nd floor 

rooms, 200, 200A, 201, 
202, 205, 206, 207, 208

No NoSF      3,000 

Rooms 110, 111, 120, 
115, 122, 124, 126, 126A, 

2nd floor rooms 200, 
200A, 201, 202, 205, 208, 
206, 207, 204A, office 1 
and 2, 1st floor hallway

Yes No    20,000 SF

2nd floor drop down 
ceilings in rooms 202, 

206

      1,500 SF Yes No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 3 of 39

CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Business Building 

Approx. Qty.
Window putty 0124-16 None detected South wall, west end 

window 
Window putty 0124-17 None detected North wall, east end window 

Window putty 0124-18 None detected North wall, west end window 

Stucco Previously 
sampled 

5248

None detected N/A

Stucco 0124-19 None detected South wall, west end 
Stucco 0124-20 None detected South wall, center
Stucco 0124-21 None detected North wall, east end
Stucco 0124-22 None detected North wall, center
Stucco 0124-23 None detected Exterior northwest corner 
Stucco 0124-24 None detected Exterior west center
Moisture paper (behind 
stucco)

0124-25 None detected South wall, west end 

Moisture paper (behind 
stucco)

0124-26 None detected North wall, east end window 

Moisture paper (behind 
stucco)

0124-27 None detected Exterior northwest corner 

Button board 0124-28 None detected 1st floor hallway, center 
Button board 0124-29 None detected Room 120 north center
Button board 0124-30 None detected Room 202, south center
TSI on pipe (above drop 
down ceiling) 

0124-31 5% amosite
<1% crocidolite

1st floor hallway, center 

TSI on pipe (above drop 
down ceiling) 

0124-32 5% amosite
<1% crocidolite

1st floor west end, center

TSI on pipe (above drop 
down ceiling) 

0124-33 8% amosite
<1% crocidolite

1st floor east end, center

Roofing debris 0124-34 None detected Room B122 at hatch 
Roofing debris 0124-35 None detected 2nd floor hallway at hatch 
Roofing debris 0124-36 None detected 2nd floor hallway at east 

hatch

Note: window putty was resampled due to previously <1% reported asbestos.  Results of the resampling was reported as non-detected.  Based on these results, it is 
interpreted that the previous results was not normal and not representative of the materails.

    25,000 SF

         700 LF

      7,200 SF

No No

Exterior walls under and 
behind stucco 

No No    16,000 SF

Yes No

Yes No

Under all plaster walls 
(interior walls) 

Above drop drown ceiling 
in 1st floor hallway 

Above drop down ceiling 
in B122, 2nd floor above 

ceiling 

Exterior walls No No    16,000 SF

All exterior windows No No      1,000 LF
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ASBESTOS SAMPLES
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Business Building 

Approx. Qty.
Silver roof core 0124-37 None detected Roof northwest corner 
Silver roof core 0124-38 None detected Roof south, center
Silver roof core 0124-39 None detected Roof west, center
Silver penetration 
mastic 

0124-40 None detected Roof southeast penetration 

Silver penetration 
mastic 

0124-41 None detected Roof northwest penetration 

Silver penetration 
mastic 

0124-42 None detected Roof center penetration 

Joint compound Previously 
sampled 
5235-39

None detected N/A Basement room 10, 1st 
floor restrooms, 100, 

100A, 103, 106, office 1, 
106A, 110A, 110, 111, 
111A, 122, 124, 126 
restrooms, 2nd floor 

rooms, 200, 200A, 201, 
202, 205, 206, 207, 208 

(note: patch work in 
rooms on drywall)

      3,000 SF No No

Chalkboard mastic N/A Assumed N/A Basement room 10, 1st 
floor rooms 100, 106, 

110, 120, 111, 115

           40 each No No

No No

  110,000 SF

         200 SF

Roof 

Roof penetrations 

No No

Note: HVAC mounted to interior perimeter walls per room 
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
12"12" random pin hole 
ceiling tile with glue 

0125-A1 None detected Room 102 north center

12"12" random pin hole 
ceiling tile with glue 

0125-A2 None detected Room 107 south center 

12"12" random pin hole 
ceiling tile with glue 

5263 None detected Previously sampled

2'x4' fissured ceiling 
panel 

0125-A3 None detected Room 012 center

2'x4' fissured ceiling 
panel 

0125-A4 None detected Room 012 north center

2'x4' fissured ceiling 
panel 

5264 None detected Previously sampled

Button board 5267 None detected Previously sampled
Button board 0125-A5 None detected Room 103
Button board 0125-A6 None detected Room 013

Window putty 0125-A7 0.62% chrysotile
(1000 pt.)

Exterior north center

Window putty 0125-A8 0.51% chrysotile 
(1000 pt.)

Exterior south center

Window putty 0125-A9 0.57% chrysotile 
(1000 pt.)

Exterior northwest end 

Exterior windows No No         200 LF

No No

Under plaster in rooms 
107, 102, 105, 103, 101, 

storage, 1, 2, 3, 012, 
012A, 010A, 010B, dark 
room, 011, 013, 013A, 

014, 014A, 011 

      6,200 SF No No

Room 012       1,000 SF

Rooms 107, 102, 105, 
103, 101, storage 1, 2, 3, 
012, 012A, 010B, 010A, 
dark room, 013, 013A, 

014 

Yes No      5,000 

Art Building 
Approx. Qty.

SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Art Building 

Approx. Qty.
Stucco 5273 None detected Previously sampled
Stucco 0125-A10 None detected Exterior north center
Stucco 0125-A11 None detected Exterior south center
Stucco 0125-A12 None detected Exterior southwest corner
Stucco 0125-A13 None detected Exterior east center
Stucco 0125-A14 None detected Exterior west center 
Stucco 0125-A15 None detected Exterior northeast corner 
Duct wrapping 5269 None detected Previously sampled
Duct wrapping 0125-A16 None detected Room 101 HVAC center 
Duct wrapping 0125-A17 None detected Room 101 HVAC west 

center
Acoustical plaster 
ceiling 

0125-A18 3% chrysotile Room 011 north center 

Acoustical plaster 
ceiling 

0125-A19 3% chrysotile Room 013 north center

Acoustical plaster 
ceiling 

0125-A20 2% chrysotile Room 014 southwest corner

Acoustical plaster 
ceiling 

0125-A21 3% chrysotile Room 105 west center 

Acoustical plaster 
ceiling 

0125-A22 2% chrysotile Room 101 north center

Acoustical plaster 
ceiling 

0125-A23 2% chrysotile Room 103 center 

Acoustical plaster 
ceiling 

0125-A24 3% chrysotile Room 012 northeast corner 

Room 101 (on duct work 
& piping) 

No No         100 LF

Above ceiling tile in all 
rooms 

Yes No      6,000 SF

Exterior walls (on 
concrete could not find 
barrier paper behind) 

No No      7,500 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Art Building 

Approx. Qty.
Silver roof core 0125-A25 None detected Roof north center
Silver roof core 0125-A26 None detected Roof west center
Silver roof core 0125-A27 None detected Roof east center
Silver penetration 
mastic 

0125-A28 None detected Roof penetration northwest

Silver penetration 
mastic 

0125-A29 None detected Roof penetration north 
center

Silver penetration 
mastic 

0125-A30 None detected Roof penetration southeast 

Roofing debris 0125-A31 None detected Ceiling space room 101 
center

Roofing debris 0125-A32 None detected Ceiling space room 103 
center

Roofing debris 0125-A33 None detected Ceiling space room 105 
center 

Sand plaster 5249 None detected Previously sampled
Sand plaster 5250 None detected Previously sampled
Sand plaster 5251 None detected Previously sampled
Sand plaster 5252 None detected Previously sampled
Sand plaster 5253 None detected Previously sampled
Sand plaster 5254 None detected Previously sampled
Sand plaster 5255 None detected Previously sampled
Joint compound 5256 None detected Previously sampled
Joint compound 5257 None detected Previously sampled
Joint compound 5258 None detected Previously sampled
Joint compound 5259 None detected Previously sampled
Joint compound 5260 None detected Previously sampled

NoRoom 012, 012A, 010A, 
010B, dark room, 011, 
013, 013A, 014, 014A

No      1,800 SF

Ceiling spaces 2nd floor       4,500 SF Yes No

Rooms 107, 102, 105, 
103, 101, storage 1, 2, 3, 
012, 012A, 010B, 010A, 
dark room, 013, 013A, 

014, 011, 014B

No      6,200 SF No

Roof       4,500 SF No No

Roof penetrations          200 SF No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Art Building 

Approx. Qty.
Drywall with joint 
compound 

5261 None detected Previously sampled

Drywall with joint 
compound 

5262 None detected Previously sampled

Vibration reducer 5268 None detected Previously sampled 2nd floor attic space on 
HVAC unit at seams 

             5 SF No No

4" diameter pipe TSI 5271 10% chrysotile 
10% amosite

Previously sampled 2nd floor attic space 
throughout 

         100 LF Yes No

4" diameter pipe elbows 5272 5% chrysotile Previously sampled 2nd floor attic space 
throughout 

           10 Elbows Yes No

Asbestos containing 
cement panels 

N/A Assumed N/A Room 013A, lining 
furnace hood

           20 SF Yes No

Room 012, 012A, 010A, 
010B, dark room, 011, 
013, 013A, 014, 014A

No No      1,800 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Plaster E101 None detected Previously sampled 

Plaster E102 None detected Previously sampled 
Plaster E103 None detected Previously sampled 
Plaster E104 None detected Previously sampled 
Plaster E105 None detected Previously sampled 
Plaster E106 None detected Previously sampled 
Plaster E107 None detected Previously sampled 
Soffit plaster ceiling E201 5% chrysotile Previously sampled 

Soffit plaster ceiling E202 5% chrysotile Previously sampled 

Soffit plaster ceiling E203 5% chrysotile Previously sampled 

Plaster ceiling E401 None detected Previously sampled 
Plaster ceiling E402 None detected Previously sampled 
Plaster ceiling E403 None detected Previously sampled 
Plaster ceiling E01 None detected Previously sampled 
Plaster ceiling E02 None detected Previously sampled 
12" straight peg hole 
ceiling tile with glue 

E04 None detected Previously sampled 

12" straight peg hole 
ceiling tile with glue 

0125-01 None detected Room E215 northwest 
corner

12" straight peg hole 
ceiling tile with glue 

0125-02 None detected Room 217 north center

No

SF

2,300 SF

3,800 SF

English Building 
Approx. Qty.

No

Interior walls throughout - 
1st, 2nd floors 

E217, E215, E213, E208, 
E210, 2nd floor, corridor, 
E201, E200, E302, E304, 
E100 - E117, 200, E217, 

E215, E213 (above 
ceiling tile, 1st floor 
corridor, 1st floor 

restrooms (above drywall 
ceiling))

E104A, stairwells

14,000

No

No No

No No

24,000 SF

200, E217, E215, E213

No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
English Building 

Approx. Qty.
Drywall with joint 
compound 

E07 None detected Previously sampled 

Drywall with joint 
compound 

E08 None detected Previously sampled 

Drywall with joint 
compound 

E09 None detected Previously sampled 

Drywall with joint 
compound 

E10 None detected Previously sampled 

Drywall with joint 
compound 

E11 None detected Previously sampled 

Drywall with joint 
compound 

E12 None detected Previously sampled 

Drywall with joint 
compound 

E13 None detected Previously sampled 

Drywall with joint 
compound 

E14 None detected Previously sampled 

Stucco E21 None detected Previously sampled 
Stucco E22 None detected Previously sampled 
Stucco E23 None detected Previously sampled 
Stucco E24 None detected Previously sampled 
Stucco E25 None detected Previously sampled 
Stucco 0125-03 None detected Exterior north center
Stucco 0125-04 None detected Exterior west center
2'x4' ceiling panel 
fissured 

0125-05 None detected Room 103 northwest corner 

2'x4' ceiling panel 
fissured 

0125-06 None detected Room 103 southeast corner 

2'x4' ceiling panel 
fissured 

0125-07 None detected Room 103 center

Room 103 950 SF

No No

Yes No

Exterior walls, walkway 
ceilings 

No No20,000 SF

1st floor restrooms, 1st 
thru 2nd floors throughout 
patch work, E215 (north 
wall), E213 south wall, 

E210 east wall, E208 Arr, 
E205 restroom, E203 

restroom, E203A, E302, 
E304, E104, E104B, 
E106, E106A, E110, 

E115 north wall, E113 
south wall 

9,000 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
English Building 

Approx. Qty.
White rolled on roof 
core

0125-08 None detected Roof center

White rolled on roof 
core

0125-09 None detected Roof southwest corner 

White rolled on roof 
core

0125-10 None detected Roof northeast corner

Duct sealant 0125-11 None detected HVAC roof north center
Duct sealant 0125-12 None detected HVAC roof south center
Duct sealant 0125-13 None detected HVAC roof center
White penetration 
mastic 

0125-14 None detected Roof southwest penetration 

White penetration 
mastic 

0125-15 None detected Roof north center 
penetration 

White penetration 
mastic 

0125-16 None detected Roof south center 
penetration 

Roof HVAC system and 
on air ducts throughout 

building in ceiling spaces 

400 LF No No

Roof 10,000 SF No No

Roof penetrations No No400 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Smooth plaster walls 0130-H1 None detected 1st floor hallway, west 

center
Smooth plaster walls 0130-H2 None detected 1st floor hallways, northwest 

corner 
Smooth plaster walls 0130-H3 None detected 1st floor hallway, southeast 

corner 
Smooth plaster walls 0130-H4 None detected 1st floor hallway, north end 

center
Smooth plaster walls 0130-H5 None detected 2nd floor hallway, west 

center
Smooth plaster walls 0130-H6 None detected 2nd floor hallways, 

northeast corner 
Smooth plaster walls 0130-H7 None detected 2nd floor hallway, southwest 

corner 
Rough plaster walls 0130-H8 None detected Room 127 east center
Rough plaster walls 0130-H9 None detected Room 116 northwest corner 

Rough plaster walls 0130-H10 None detected Room 102 northwest corner 

Rough plaster walls 0130-H11 None detected Room 210 northeast corner 

Rough plaster walls 0130-H12 None detected Room 216 west center 
Rough plaster walls 0130-H13 None detected Room 213 north center
Rough plaster walls 0130-H14 None detected Room 205 southeast corner 

History  Building 
Approx. Qty.

Basement, 1st and 2nd 
floor hallways 

No No    16,000 SF

1st floo roomr 127, 125, 
101, 103, 100, 102, 104, 
107, 106, 106A, 106B, 
106C, 106D, 113, 114, 

116, 118, 120, 115, 119, 
123, 121, 122, 2nd floor 
rooms: 201, 200, 203, 

202, 205, 204, 207, 208, 
209, 210, 213, 214, 215,   

216, 217, 218

    16,000 SF No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
History  Building 

Approx. Qty.
Window putty 0130-H15 None detected Room 103 window center
Window putty 0130-H16 None detected Room 114 window center 
Window putty 0130-H17 None detected Room 120 window center 

Soft rough plaster 
ceiling

H16-H22 3% chrysotile Previously sampled Rooms H101, H102, 
H100, H106, H114, 116, 

    39,000 SF No No

Plaster ceilings H301 None detected Previously sampled 
Plaster ceilings H302 None detected Previously sampled 
Plaster ceilings H303 None detected Previously sampled 

12" peghole ceiling tile 
with mastic (walls & 
ceilings) 

H201 None detected Previously sampled 

12" peghole ceiling tile 
with mastic (walls & 
ceilings) 

H202 None detected Previously sampled 

12" peghole ceiling tile 
with mastic (walls & 
ceilings) 

H203 None detected Previously sampled 

12" peghole ceiling tile 
with mastic (walls & 
ceilings) 

H205 None detected Previously sampled 

No

No

No

No

         600 LF

H117A custodian room, 
H117B, H117A, H117, 

H020, H021, H023, H206 
(only in custodian closets, 
restrooms, and storages) 

H125, h101, H100, H102, 
H106 (A-D), H117, H116, 
H120, H122, H119, H121, 
H200, H201, H203, H204, 
H205, H207, H208, H209, 
H210, H213, H215, H217, 

H216, H218

Note: window putty was resampled due to previously <1% reported asbestos.  Results of the resampling was reported as non-detected.  Based on these results, it is 
interpreted that the previous results was not normal and not representative of the materails.

      1,000 SF

    23,000 SF

Exterior windows No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
History  Building 

Approx. Qty.
Drywall H10 None detected Previously sampled 

Drywall H124A None detected Previously sampled 

Drywall joint compound H11 None detected Previously sampled 

Drywall joint compound H12 None detected Previously sampled 

Drywall joint compound H13 None detected Previously sampled 

Drywall joint compound H14 None detected Previously sampled 

Drywall joint compound H15 None detected Previously sampled 

2'x2' fissured ceiling 
panel

0130-H18 None detected Room H118 center 

2'x2' fissured ceiling 
panel

0130-H19 None detected Room H114 north center

2'x2' fissured ceiling 
panel

H23 None detected Previously sampled 

2'x4' fissured ceiling 
panel 

H28 None detected Previously sampled 

2'x4' fissured ceiling 
panel 

0130-H20 None detected Room H127 north center

2'x4' fissured ceiling 
panel 

0130-H21 None detected Room H127B west center

H127, H127B          900 SF Yes No

H118, H116, H114 Yes No      2,700 SF

H104, H104A, H104B, 
H107, men's restroom, 

H114, H116, H206, 203A, 
H212

No No      3,200 SF

H104, H104A, H104B, 
H107, men's restroom, 

H114, H116, H206, 
H203A, H212

No No      3,200 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
History  Building 

Approx. Qty.
Gypsum board H30 None detected Previously sampled 
Gypsum board 0130-H22 None detected Basement hallway, center
Gypsum board 0130-H23 None detected Basement north end center 

12" random peghole 
ceiling tile with mastic

H31 None detected Previously sampled 

12" random peghole 
ceiling tile with mastic

0130-H24 None detected Basement hallway, center

12" random peghole 
ceiling tile with mastic

0130-H25 None detected Basement north end center 

Button board 0130-H26 None detected Basement hallway center
Button board 0130-H27 None detected Basement north end center 
Button board 0130-H28 None detected Basement south end center

TSI pipe insulation 0130-H29 6% amosite and        
2% chrysotile

H023 storage, center 

TSI pipe insulation 0130-H30 8% amosite and        
2% chrysotile

Basement hallway, north 
end 

TSI pipe insulation 0130-H31 6% amosite and        
2% chrysotile

Basement hallway south 
end 

Roofing debris 0130-H32 None detected At hatch janitor's closet
Roofing debris 0130-H33 None detected At hatch center H214 ceiling 

space
Roofing debris 0130-H34 None detected At hatch center H210 ceiling 

space

Basement hallway in 
ceiling space, room H023 

storage 

         800 LF Yes No

2nd floor ceiling spaces 
throughout 

    16,000 SF Yes No

Basement hallways          900 SF No No

Basement hallway and 
above ceiling tile 

throughout buildling 

    16,000 SF No No

Basement hallway above 
ceiling tile 

         950 SF No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
History  Building 

Approx. Qty.
White rolled on roof 
core 

0130-H35 None detected Roof center

White rolled on roof 
core 

0130-H36 None detected Roof west center 

White rolled on roof 
core 

0130-H37 None detected Roof east center

White penetration 
mastic 

0130-H38 None detected Roof penetration northwest 

White penetration 
mastic 

0130-H39 None detected Roof penetration north 
center 

White penetration 
mastic 

0130-H40 None detected Roof peneteration southeast

Vibration reducer 0130-H41 None detected Room 207 duct center 
Vibration reducer 0130-H42 None detected Room 207 left side 
Vibration reducer 0130-H43 None detected Room 207 right side 

Room 207 ducting and on 
all ducts throughout 

building 

         400 LF No No

Roof     13,000 SF No No

Roof penetrations          400 SF No No

Note: HVAC units mounted onto interior wall in classrooms 
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
12" fissured ceiling tile 
with mastic 

5288 None detected Previously sampled 

12" fissured ceiling tile 
with mastic 

0129-01 None detected Women's restroom center

12" fissured ceiling tile 
with mastic 

0129-02 None detected Basement hallway 2 center 

Ceiling tile mastic 0129-03 None detected Basement west center Basement hallway 2, 1st 
floor elevator lobby, 2nd 
floor men's and women's 

restroom 

         900 SF No No

Duct sealant 0129-04 None detected Roof HVAC 
Duct sealant 0129-05 None detected Roof HVAC 
Duct sealant 0129-06 None detected At hatch, 1st floor elevator 

lobby
Duct sealant 5289 None detected Previously sampled 
Exterior stucco 5290 None detected Previously sampled 
Exterior stucco SM1001 None detected Previously sampled 
Exterior stucco SM1002 None detected Previously sampled 
Exterior stucco SM1003 None detected Previously sampled 
Exterior stucco 0129-07 None detected Exterior north center
Exterior stucco 0129-08 None detected Exterior southwest corner
Exterior stucco 0129-09 None detected Exterior east center
Smooth plaster wall SM0101 None detected Previously sampled 
Smooth plaster wall SM0102 None detected Previously sampled 
Smooth plaster wall SM0103 None detected Previously sampled 
Smooth plaster wall SM0104 None detected Previously sampled 
Smooth plaster wall 0129-10 None detected 1st floor walkway north 

center
Smooth plaster wall 0129-11 None detected Lobby, northwest corner 

1st floor walkway 1&2, 
hall, men's and women's 

restroom, lobby, 
mezzanine levels, men's 
and women's restroom, 

closet 1&2, balcony 

No No      7,200  SF 

No         300  LF 

Exterior walls No No      1,100 SF

Interior throughout ceiling 
spaces, roof HVAC 

system 

No

Barnum Hall
Approx. Qty.

Basement hallway 2, 1st 
floor elevator lobby, 2nd 
floor men's and women's 

restroom 

No No         900 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Barnum Hall

Approx. Qty.
Rough plaster wall SM0201 None detected Previously sampled 

Rough plaster wall SM0202 None detected Previously sampled 

Rough plaster wall SM0203 None detected Previously sampled 

Rough plaster wall SM0204 None detected Previously sampled 

Rough plaster wall SM0205 None detected Previously sampled 

Rough plaster wall SM0206 None detected Previously sampled 

Rough plaster wall SM0207 None detected Previously sampled 

Rough plaster wall 0129-12 None detected Lobby, northeast corner

Rough plaster wall 0129-13 None detected Room 10, northeast corner 

White roof core 0129-14 None detected Roof 1, center
White roof core 0129-15 None detected Roof 2, center
White roof core 0129-16 None detected Roof 5, center
White penetration 
mastic 

0129-17 None detected Roof 1, north center 
penetration 

White penetration 
mastic 

0129-18 None detected Roof 2, southwest 
penetration 

White penetration 
mastic 

0129-19 None detected Roof 4, center penetration 

Gray patch mastic 0129-20 None detected Roof 1 northwest corner 
Gray patch mastic 0129-21 None detected Roof 3 north center
Gray patch mastic 0129-22 None detected Roof 4 south center
12" pin hole ceiling tile 
with mastic 

0129-23 None detected Room 10, north center

12" pin hole ceiling tile 0129-24 None detected Room 10, center
12" pin hole ceiling tile 
with mastic 

0129-25 None detected Room 10, southeast corner 

No No

No No

Patch on all roof levels          150 SF

All 5 roof levels 

Ceiling and wall sin 
basement room 10

         950 SF

Basement electrical room 
2, room 10, 11, 14, 15, 4, 

hallway 1&2, girls 
restroom, boy's restroom, 
1st floor, elevator lobby, 

storage 2, room 1, 
storage 4, lobby, janitor's 

closet, hall, office 1, 2, 
mezzanine lobby, balcony 

No No    20,000 SF

No No         400 SF

All 5 roof levels     15,000 SF No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Barnum Hall

Approx. Qty.
Light gray soft 
fireproofing 

0129-26 None detected Storage 1, north center 

Light gray soft 
fireproofing 

0129-27 None detected Storage, south center

Light gray soft 
fireproofing 

0129-28 None detected Basement room 10, center

Light gray soft 
fireproofing 

0129-29 None detected Room 11, north center

Light gray soft 
fireproofing 

0129-30 None detected Behind storage, center

Vibration reducer 0129-31 None detected HVAC left side
Vibration reducer 0129-32 None detected HVAC center
Vibration reducer 0129-33 None detected HVAC right side 
Joint compound 5280 None detected Previously sampled 

Joint compound 5281 None detected Previously sampled 

Joint compound 5282 None detected Previously sampled 

Drywall 5283 None detected Previously sampled Ceiling in 1st floor rooms 
19, 20, and walls in 

storage room 3, office 1, 2 

         950 SF No No

Drywall composite with 
joint compound 

5284 None detected Previously sampled Ceiling in 1st floor rooms 
19, 20, and walls in 

storage room 3, office 1, 2 

         950 SF No No

Fireproofing 
(cementitiious)

5274-5279 None detected Previously sampled 1st floor and main seating 
areas (in ceilign space)

      4,500 SF Yes No

3400 SF No No

No No

Ceiling in 1st floor rooms 
19, 20, and walls in 

storage room 3, office 1, 2 

         950 SF No No

Roof HVAC system            50 LF

Storage area 1 ceiling and 
beams, basement in 

ceiling psaces, behind 
stage 
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Silver Roofing LL1201 None detected Previously sampled
Silver Roofing LL1202 None detected Previously sampled
Silver Roofing LL1203 None detected Previously sampled
Base flashing roof 
panels 

LL1301 5% chrysotile Previously sampled

Base flashing roof 
panels 

LL1302 5% chrysotile Previously sampled

Base flashing roof 
panels 

LL1303 5% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1401 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1402 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1403 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1404 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1405 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1501 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1502 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1503 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1504 2% - 3% chrysotile Previously sampled

Exterior stucco wall and 
ceilings

LL1505 2% - 3% chrysotile Previously sampled

Exteior walls and 
overhang 

9500 SF No No

Roof          300 SF No No

Language building 
Approx. Qty.

Roof No No    11,000 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Language building 

Approx. Qty.
Ceiling access panels LL1601 3% chrysotile Previously sampled Room L104 thru L116, 

room L204 thru L210
           20 Units No No

Gypsum ceiling LL2001 None detected Previously sampled
Gypsum ceiling LL2002 None detected Previously sampled
Gypsum ceiling LL2003 None detected Previously sampled
Rough plaster LL0501 None detected Previously sampled

Rough plaster LL0502 None detected Previously sampled

Rough plaster LL0503 None detected Previously sampled

Gypsum board walls LL1001 None detected Previously sampled
Gypsum board walls LL1002 None detected Previously sampled
Gypsum board walls LL1003 None detected Previously sampled
Drywall L03 None detected Previously sampled

Drywall 0130-01 None detected L123A north center

Drywall 0130-02 None detected L117B north center

Joint compound L04 None detected Previously sampled
Joint compound L13 None detected Previously sampled
Joint compound L14 None detected Previously sampled
Joint compound L15 None detected Previously sampled
Joint compound L16 None detected Previously sampled
HVAC joint compound L05 None detected Previously sampled
HVAC joint compound 0130-03 None detected 2nd floor corridor, center on 

HVAC 
HVAC joint compound 0130-04 None detected 2nd floor corridor, center on 

HVAC 

2nd floor ceiling space No No           50 SF

Restrooms, L208B, 
L206B, L206A, L207A, 
L107D, L123A, L107A, 

L118, L117, L117B, 
L117C

      3,500 SF No No

Restrooms, L208B, 
L206B, L206A, L207A, 
L107D, L123A, L107A, 

L118, L117, L117B, 
L117C

No No      3,500 SF

L210D, L210E, L210C, 
L210F, L108, L106, L113, 

L115, L116

      1,800 SF No No

SF No No

Transformer on L107C, 
L109A, mechanical rooms 

         950 SF No No

Corridors       1,900 
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Language building 

Approx. Qty.
Smooth plaster LL0701 None detected Previously sampled
Smooth plaster LL0702 None detected Previously sampled
Smooth plaster LL0703 None detected Previously sampled
Smooth plaster LL0704 None detected Previously sampled
Smooth plaster LL0705 None detected Previously sampled
Smooth plaster LL0706 None detected Previously sampled
Smooth plaster LL0707 None detected Previously sampled
Smooth plaster LL0708 None detected Previously sampled
Smooth plaster LL0709 None detected Previously sampled
12" random peg hole 
ceiling tile with glue 

LL0901 None detected Previously sampled

12" random peg hole 
ceiling tile with glue 

LL0902 None detected Previously sampled

12" random peg hole 
ceiling tile with glue 

LL0903 None detected Previously sampled

12" fissured ceiling tile 
with glue 

L08 None detected Previously sampled

12" fissured ceiling tile 
with glue 

0130-05 None detected 1st floor corridor west center 

12" fissured ceiling tile 
with glue 

0130-06 None detected 2nd floor corridor east center

Acoustical plaster 
ceiling

0130-08 None detected Room L106, south center

Acoustical plaster 
ceiling

0130-09 None detected Room L112, northwest 
corner 

Acoustical plaster 
ceiling

0130-10 None detected Room L115, west center

Acoustical plaster 
ceiling

0130-11 None detected Room 203, west center

Acoustical plaster 
ceiling

0130-12 None detected Room 210, north center

Acoustical plaster 
ceiling

0130-13 None detected Room 202, north center

Acoustical plaster 
ceiling

0130-14 None detected Room 206, center

On button board above 
ceiling tiles, 1st and 2nd 
floors throughout except 
restrooms and storages 

No No    50,000 SF

L210, L208, corridors, 
L206, L207, L104, L105, 

L106, L107, L108, L108A, 
L109, L114, L115, L116, 

L118

No No    19,500 SF

1st and 2nd floor corridors No No      1,750 SF

Interior throughout No No    26,000 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Language building 

Approx. Qty.
Button board 0130-15 None detected Room 206, center

Button board 0130-16 None detected Room L115, north center

Button board 0130-17 None detected Room L112, west center

Gray patch mastic 0130-18 None detected Roof northwest corner 
Gray patch mastic 0130-19 None detected Roof southwest corner 
Gray patch mastic 0130-20 None detected Roof east center
Roof mastic 0130-21 None detected Roof northeast penetration 
Roof mastic 0130-22 None detected Roof southwest penetration 

Roof mastic 0130-23 None detected Roof north center 
penetration 

2'x4' fissured ceiling 
panel 

0130-24 None detected Room L00, center

2'x4' fissured ceiling 
panel 

0130-25 None detected Room L103, south center

2'x4' fissured ceiling 
panel 

0130-26 None detected Room L200, east center

Patch work on roof          200 SF No No

Roof penetrations          400 SF No No

Rooms L100-L103, L200-
L203, 1st and 2nd floor 

hallway (drop down 
ceiling) 

      6,000 SF Yes No

On acoustical plaster 
ceiling above ceiling tiles 

1st and 2nd floor 
throughout except 

restrooms and storage 

    50,000 SF No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Sand plaster 5187 None detected Previously sampled 

Sand plaster 5188 None detected Previously sampled 

Sand plaster 5189 None detected Previously sampled 

Sand plaster 5190 None detected Previously sampled 

Sand plaster 5191 None detected Previously sampled 

Sand plaster 5192 None detected Previously sampled 

Sand plaster 5193 None detected Previously sampled 

Button board 5224 None detected Previously sampled 

Button board 0201-01 None detected Lobby 1, north center

Button board 0201-02 None detected Lobby 2, northeast corner 

Attendance office, 
electrical room, lounge, 
lobby 1&2, viking & Inn, 

custodian room, staff 
men's and women's 

restroom, hallway, 1, 2, 3, 
rooms 103C, 103D, 102, 
101, 103A, 013B, 103E, 

103F, 515, 514, 513, 512, 
511, 510, 509, 508, 507, 
506, 505, 504, 503,502, 
501, 405, 402, 401, 401 

closet, 401 restroom, 
300A&B, 203, 203A, 204, 

204 restroom 205, 205 
restroom, 200A, 200, 202, 

201

Administration building 
Approx. Qty.

No No

    11,000 SF

    11,000 SF

No No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Administration building 

Approx. Qty.
Joint compound 5197 None detected Previously sampled 
Joint compound 5198 None detected Previously sampled 
Joint compound 5199 None detected Previously sampled 
Joint compound 0201-03 None detected Room 200, northwest corner 

Drywall (wall) 5203 None detected Previously sampled 
Drywall (wall) 0201-04 None detected Room 200, northwest corner 

Drywall (wall) 5204 None detected Previously sampled 

Composite with joint 
compound

0201-05 None detected Room 200A, west center

Joint compound 
(ceilings) 

5200 3% chrysotile Previously sampled 

Joint compound 
(ceilings) 

0201-06 None detected Room 402, north center

Drywall ceiling 5201 None detected Previously sampled 
Drywall ceiling 5202 None detected Previously sampled 
Drywall ceiling 0201-07 Room 402, north center
Drywall ceiling 5205 None detected Previously sampled 
Drywall ceiling 5206 None detected Previously sampled 
Composite with joint 
compound 

0201-08 None detected Custodian room, center

Above 12" random pin 
hole ceiling tile, rooms 

203, 203A, 204, 205, 200, 
200A, 202, 103C, 103D, 
103A, 103B, 101, 102, 

405, 402, 401, 401 closet 
and restroom, vikings iin, 
custodian room, electrical 

room 

      2,500 SF No No

      2,500 SF No No

      2,500 SF No

On walls staff's women's 
and men's restroom, 

room 200A, 200, 103C, 
103D, 013A, 103B, 103E, 
103F, hallway 3, lobby 1, 

rooms 515-501          950 SF No No

On walls, staff's women's 
and men's restroom, 

Room 200A, 200, 103 (A-
F), hallway 3, lobby 1, 

rooms 501-515

No No         950 SF

No

No No         950 SF
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Administration building 

Approx. Qty.
12"x12" fissured ceiling 
tile with glue  

5207 None detected Previously sampled 

12"x12" fissured ceiling 
tile with glue  

0201-09 None detected Hallway 1, center

12"x12" fissured ceiling 
tile with glue  

0201-10 None detected Hallway 3, center

12"x12" random 
peghole ceiling tile with 
glue 

5208 None detected Previously sampled 

12"x12" random 
peghole ceiling tile with 
glue 

0201-11 None detected Room 203 northeast corner

12"x12" random 
peghole ceiling tile with 
glue 

0201-12 None detected Room 103A south center

2'x4' fissured ceiling 
panel 

0201-13 None detected Attendance office, west 
center

2'x4' fissured ceiling 
panel 

0201-14 None detected Lobby 1 northwest end 

2'x4' fissured ceiling 
panel 

0201-15 None detected A0200, north center

Moisture paper (behind 
stucco) 

0201-16 None detected Exterior north center

Moisture paper (behind 
stucco) 

0201-17 None detected Exterior southwest corner 

Moisture paper (behind 
stucco) 

0201-18 None detected Exterior south center

Attendanc eoffice, 
hallway 2, lobby 1, lobby 

2, A0200, A0203

      2,900 SF Yes No

Exterior       6,500 SF No No

Rooms 203, 203A, 204, 
205, 200A, 200, 202, 

103C, 130D, 103A, 103B, 
101, 103, 405, 402, 401, 
401 closet and restroom, 

vikings inn, custodian 
room, electrical room 

      2,300 SF Yes

Hallways 1, 2, 3

No

      1,300 SF Yes No
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Administration building 

Approx. Qty.
Stucco 5227 None detected Previously sampled 
Stucco 0201-19 None detected Exterior north center
Stucco 0201-20 None detected Exterior southwest corner 
Stucco 0201-21 None detected Exterior south center
Stucco 0201-22 None detected Exterior west center
Stucco 0201-23 None detected Exterior southeast
Stucco 0201-24 None detected Exteror northeast corner 
Gray rolled on roof core 0201-25 None detected Roof northwest corner 

Gray rolled on roof core 0201-26 None detected Roof southeast corner 

Gray rolled on roof core 0201-27 None detected Roof center

White pentration mastic 0201-28 None detected Roof penetration northeast 
penetration 

White pentration mastic 0201-29 None detected Roof penetration south 
center

White pentration mastic 0201-30 None detected Roof penetration southwest

Vibration reducer 0201-31 None detected Mechanical room on HVAC, 
center 

Vibration reducer 0201-32 None detected Mechanical room on HVAC, 
west center 

Vibration reducer 0201-33 None detected Lobby 1, center
Duct sealant 0201-34 None detected Lobby 1, center
Duct sealant 0201-35 None detected Lobby 2, center
Duct sealant 0201-36 None detected Mechanical room, center
Note: TSI pipe is non-suspected asbestos-containing materials.  The insulation fiberglass

No No

Mechanical room, above 
ceiling spaces on air 

ducts throughout building 

           50 lF No No

Mechanical room, above 
ceiling spaces on air 

ducts throughout building 

         200 SF

Exterior walls

Roof

Roof

No No

No No

No No

      6,500 SF

      6,500 SF

         400 LF
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PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
2'x2' fissured ceiling 
panel 

0202-01 None detected M200, northwest corner 

2'x2' fissured ceiling 
panel 

0202-02 None detected M101A, north center

2'x2' fissured ceiling 
panel 

0202-03 None detected Percussion storage, center

12" random peg hole 
ceiling tile with mastic

0202-04 None detected 2nd floor practice room 3, 
center

12" random peg hole 
ceiling tile with mastic

0202-05 None detected 2nd floor practice room 1, 
center

12" random peg hole 
ceiling tile with mastic

0202-06 None detected M100B, southwest corner 

12" fissured ceiling tile 
with mastic 

0202-07 None detected Library, southeast corner

12" fissured ceiling tile 
with mastic 

0202-08 None detected Library west center

12" fissured ceiling tile 
with mastic 

0202-09 None detected M100, northeast corner 

Drywall (wall) 0202-10 None detected M200, southeast corner

Drywall (wall) 0202-11 None detected M101 north center

Drywall (wall) 0202-12 None detected M102, northwest corner 

Music building 
Approx. Qty.

Rooms M200, elevator 
lobby, stairwell lobby 2nd 

floor, M101A, M102A, 
percussion storage

Yes

Library, M100       3,500 SF Yes No

Rooms M200, 201 (A-E), 
M202, M200A, 101A, 
101D, 101D 104, 103, 

102, percussion storage, 
100B, instrument storage 

      6,500 SF No No

No      3,800 SF

M100B, 100C, vestibule, 
1st & 2nd floor practice 
rooms, M202, 2nd floor 

foyer, vestibule 

      4,200 SF Yes No
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PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Music building 

Approx. Qty.
Drywall mud (wall) 0202-13 None detected M200 northwest corner
Drywall mud (wall) 0202-14 None detected M201C south center
Drywall mud (wall) 0202-15 None detected M202 north center
Drywall mud (wall) 0202-16 None detected M104 northeast corner
Drywall mud (wall) 0202-17 None detected M101 southwest corner 
Drywall mud (wall) 0202-18 None detected M103 north center
Drywall mud (wall) 0202-19 None detected M103 northeast corner 
Drywall composite with 
drywall mud 

0202-20 None detected M101 northeast corner 

Drywall ceiling 0202-21 None detected M200 center
Drywall ceiling 0202-22 None detected M201A, north center
Drywall ceiling 0202-23 None detected M201D northeast corner 
Drywall mud ceiling 0202-24 1.13% chrysotile 

(1000 pt.)
M200, center

Drywall mud ceiling 0202-25 0.94% chrysotile
(1000 pt.)

M201B, north center

Drywall mud ceiling 0202-26 1.14% chrysotile
(1000 pt.)

M201C, south center

Drywall mud ceiling 0202-27 1.06% chrysotile
(1000 pt.)

M201A, northwest corner 

Drywall mud ceiling 0202-28 1.12% chrysotile
(1000 pt.)

M200A, center

Drywall ceiling 
composite with mud

0202-29 0.25% chrysotile
(1000 pt.)

M200, northwest corner 

Grey duct sealant 0202-30 None detected Roof HVAC, center

Grey duct sealant 0202-31 None detected Roof HVAC, north center

Grey duct sealant 0202-32 None detected Mechancial room south 
t

No

Roof HVAC system and 
air ducts in ceiling spaces 

throughout building 

         500 LF No No

No      6,500 SF

Rooms M200, 201A, 
201B, 201C, 201D, 201E, 

200A
Rooms M200, 201(A-E), 

200A
No No      3,500 SF

      2,100 SF No No

M200, 201 (A-E), 202, 
200A, 101A, 101D, 101, 

104, 103, 102, percussion 
sotrage, 100B, instrument 

storage
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CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Music building 

Approx. Qty.
White duct sealant 0202-33 None detected Mechancial room south 

tWhite duct sealant 0202-34 None detected Roof HVAC northwest

White duct sealant 0202-35 None detected Roof HVAC southeast

White rolled on roof 
core

0202-36 None detected Roof 1 center

White rolled on roof 
core

0202-37 None detected Roof 1 northeast corner 

White rolled on roof 
core

0202-38 None detected Roof 2 center

White penetration 
mastic

0202-39 None detected Roof 1 southwest 
penetration 

White penetration 
mastic

0202-40 None detected Roof 2 northeast 
penetration 

White penetration 
mastic

0202-41 None detected Roof 2 north center 
penetration 

Window putty 0202-42 None detected Exteiror northwest 
Window putty 0202-43 None detected Exterior southeast
Window putty 0202-44 None detected Exterior north center
Button board 0202-45 None detected M100 northwest corner

Button board 0202-46 None detected 1st floor practice room 2 
center

Button board 0202-47 None detected 100B, west center

Roofing debris 0202-48 None detected Mechanical room, center
Roofing debris 0202-49 None detected Roof hatch north center
Roofing debris 0202-50 None detected 2nd floor lobby, south center

Barrier paper (on 
stucco)

0202-51 None detected Exterior north center

Barrier paper (on 
stucco)

0202-52 None detected Exterior northwest corner

Barrier paper (on 
stucco)

0202-53 None detected Exterior southeast corner

All roof levels     18,000 SF No No

Roof HVAC system and 
air ducts in ceiling spaces 

throughout building 

         500 LF No No

All roof levels          400 SF No No

Exterior windows          300 LF No No

(above acoustical plaster 
ceiling), M100 1st floor 
practice rooms, M200B, 
100B, 100C, office, girl's 

& boy's restroom 

      5,200 SF No No

At roof hatch and 2nd 
floor ceiling space

    18,000 SF No No

Exterior walls behind 
stucco

      6,300 SF No No
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PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Music building 

Approx. Qty.
Acoustical wall panel 
board

0202-54 None detected M100, northwest corner

Acoustical wall panel 
board

0202-55 None detected 1st floor practice room 1 
center

Acoustical wall panel 
board

0202-56 None detected 2nd floor practice room 3 
center

Rough wall plaster 0202-57 None detected M200B southeast corner

Rough wall plaster 0202-58 None detected Library east center

Rough wall plaster 0202-59 None detected Library west center

Rough wall plaster 0202-60 None detected Electrical room north center

Rough wall plaster 0202-61 None detected Boy's restroom, north west 

Acoustical plaster 
ceiling

0202-62 None detected M100 southwest corner

Acoustical plaster 
ceiling

0202-63 None detected 1st floor practice room 
center

Acoustical plaster 
ceiling

0202-64 None detected 100B west center

Acoustical plaster 
ceiling

0202-65 None detected 100C southeast corner 

Acoustical plaster 
ceiling

0202-66 None detected Girl's restroom northwest 
corner

Acoustical plaster 
ceiling

0202-67 None detected Boy's restroom south center

Acoustical plaster 
ceiling

0202-68 None detected M200B north center

1st & 2nd floor practice 
rooms, M100, M202, 

M200

      3,000 SF No No

M100, 1st floor men's & 
women's restroom, 

l.ibrary, 1st floor pratice 
rooms, M200B, 100B, 

100C, office, girl's & boy's 
restroom (above 12" 

fissured ceiling tiles and 
12" random peg hole 
ceiling tile 1st floor) 

No No      5,200 SF

M200B, library, 105D, 1st 
floor practice rooms, 

100B, 100C, M100, office 
girls & boys restroom, 

storage, electrical room 

No No      3,800 SF
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PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Music building 

Approx. Qty.
2'x4' fissured ceiling 
panel

0202-69 None detected M101 north center

2'x4' fissured ceiling 
panel

0202-70 None detected M101 northwest corner

2'x4' fissured ceiling 
panel

0202-71 None detected 2nd floor lobby, center

Stucco 0202-72 0.15% chrysotile 
(1000 pt.)

Exteiror north center

Stucco 0202-73 0.22% chrysotile
(1000 pt.)

Exterior northwest corner 

Stucco 0202-74 <0.1% chrysotile
(1000 pt.)

Exterior southeast corner 

Stucco 0202-75 <0.1% chrysotile
(1000 pt.)

Exterior west center

Stucco 0202-76 <0.1% chrysotile
(1000 pt.)

Exterior southwest corner

Stucco 0202-77 <0.1% chrysotile
(1000 pt.)

Exterior east center

Stucco 0202-78 0.15% chrysotile 
(1000 pt.)

Exterior northeast corner 

M101, 2nd floor lobby       2,600 SF Yes No

Exterior walls No No      6,300 SF
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PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Drywall (new patch 
work)

NPS01 None detected Previously sampled

Drywall (new patch 
work)

gym-01 None detected N106, northwest corner 

Drywall (new patch 
work)

gym-02 None detected SG100 southeast corner 

Drywall joint compound NPS02 None detected Previously sampled

Drywall joint compound NPS03 None detected Previously sampled

Drywall joint compound NPS04 None detected Previously sampled

Drywall joint compound NPS05 None detected Previously sampled

Drywall joint compound NPS06 None detected Previously sampled

Drywall joint compound NPS07 None detected Previously sampled

Drywall joint compound NPS08 None detected Previously sampled

North/South Gym building 
Approx. Qty.

NoN16, basement office, 
storage, N112, N108, 
N106n N102, N104, 

N110A, N100B, N101, 
N121, N120, N125, N127, 
N126, N128, N105, N103, 
N129, N131, N109, N109, 
N113, N111, N162, N160, 

N201, N200, N200A, , 
N201, N201A, P100, 
P111, PP112, P113, 

SG16A, SG16, basement

    24,000 SF No

Corrdidors, SGB16B, 
SG14, SG15, SG11, 

SG102, SG102A, SG10, 
SG100, south gym 

corridors, 1st & 2nd floor

No No    24,000 SF
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PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
North/South Gym building 

Approx. Qty.
2'x4' fissured ceiling 
panel 

NPS10 None detected Previously sampled

2'x4' fissured ceiling 
panel 

gym-03 None detected N140 north center

2'x4' fissured ceiling 
panel 

gym-04 None detected SG 102 south center

Basement office, 
basement storage, N100, 
N113, N140, North gym, 
northeast and southwest 
stiarwell, SG16A, SG16, 

southeast corridors 
(basement) SGB16B, 
SG14, SG15, SG110, 

SG11, SG13, SG120A, 
SG102, SG102A, SG206, 

SG205A, SG102

No No      3,600 SF
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PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
North/South Gym building 

Approx. Qty.
Plaster gym-05 None detected N162 north center

Plaster NPS12 None detected Previously sampled

Plaster NPS13 None detected Previously sampled

Plaster NPS14 None detected Previously sampled

Plaster NPS14A None detected Previously sampled

Plaster NPS15 None detected Previously sampled

Plaster NPS15A None detected Previously sampled

12" random peg hole 
ceiling tile with mastic 
(on walls & ceilings)

NPS14 None detected Previously sampled

12" random peg hole 
ceiling tile with mastic 
(on walls & ceilings)

gym-06 None detected Southeast stairwell, west 
center

12" random peg hole 
ceiling tile with mastic 
(on walls & ceilings)

gym-07 None detected Basketball court, north 
center

Note: plaster sample #NPS11 previous reported as less than 1% (asbestos) was resampled in the same location.  Results of the resampling was reported as non-
detected.  Based on these results, it is interpreted that the previous results was not normal and not representative of the materails.

North gym basketball 
court, south gym 

basketball court, south 
gym southeast stairwell, 
SG205, north and south 

gym buildlings

Basement northwest 
stairwell, N112, N115, 1st 
floor, northwest stairwell, 
N110, N100, N123, N140, 

N162, N160, N150, 
basketball court, N135, 

NG220, N206,N210, 
N211, N212, north gym, 
east mechanical room, 
ticket booths, SG11, 

SG10, SG13, south gym 
southeast and southwest 

stairwells, SG205, 
SG206, 2nd floor 

southeast and southwest 
halls, SG205A, SG200, 

SG201, SG200A, SG200, 
SG203 

No No    31,000 SF

      3,700 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 36 of 39
CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
North/South Gym building 

Approx. Qty.
Drywall (ceiling) NPS18 None detected Previously sampled

Drywall (ceiling) gym-08 None detected North gym seating area, 
center

Drywall (ceiling) gym-09 None detected Basketball court, northwest 
corner 

12" fissured ceiling tile 
with glue 

NPS23 None detected Previously sampled

12" fissured ceiling tile 
with glue 

gym-10 None detected Northeast stairwell, west 
center

12" fissured ceiling tile 
with glue 

gym-11 None detected SG206, northeast corner 

2'x4' smooth ceiling 
panel 

NPS24 None detected Previously sampled

2'x4' smooth ceiling 
panel 

gym-12 None detected Pool southwest corner

2'x4' smooth ceiling 
panel 

gym-13 None detected Pool southeast corner 

Northeast stairwell north 
gym, south gym, stairwell, 
SG206, basketball court, 
north and south gym side 

seating areas 

No No    12,700 SF

North and south gym side 
seating areas, basketball 
court (above 12" fissured 

ceiling tile), SG206, 
north/south gyms, 

stairwells, basketball 
court 

    12,000 SF No No

Pool area, south side       7,500 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 37 of 39
CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
North/South Gym building 

Approx. Qty.
Stucco with barrier 
paper

NPS28 None detected Previously sampled

Stucco with barrier 
paper

NPS29 None detected Previously sampled

Stucco with barrier 
paper

NPS30 None detected Previously sampled

Stucco with barrier 
paper

NPS31 None detected Previously sampled

Stucco with barrier 
paper

NPS32 None detected Previously sampled

Stucco with barrier 
paper

NPS33 None detected Previously sampled

Stucco with barrier 
paper

NPS34 None detected Previously sampled

Stucco with barrier 
paper

NPS35 None detected Previously sampled

Duct sealant (grey) gym-14 None detected Electrical room on duct 
center

Duct sealant (grey) gym-15 None detected electrical room on duct north 
center

Duct sealant (grey) gym-16 None detected Roof HVAC center

    17,000 SFNorth center gym exterior 
walls, garage area, 

exterior walls south gym, 
elevator shaft and 

northwest side to pool 
building 

No No

Room SG16B, electrical 
room and on air ducts 

throughout buildling and 
roofs

         800 LF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 38 of 39
CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
North/South Gym building 

Approx. Qty.
Drywall with mud 
(ceiling) composite

gym-17 0.17% chrysotile
(1000 pt.)

Northeast stairwell, center

Drywall mud (ceiling) gym-21 0.67% chrysotile 
(1000 pt.)

Northeast stairwell, east 
center

Drywall mud (ceiling) gym-22 0.87% chrysotile 
(1000 pt.)

Northeast stair well, 
northwest corner

Drywall mud (ceiling) gym-23 0.89% chrysotile 
(1000 pt.)

Southeast stairwell, center

Drywall mud (ceiling) gym-24 1.04% chysotile  
(1000 pt.)

Southeast stairwell, north 
center

Drywall mud (ceiling) gym-25 0.90% chrysotile 
(1000 pt.)

North seating area, north 
center

Drywall mud (ceiling) gym-26 0.89% chrysotile 
(1000 pt.)

Basketball court, northwest 
corner 

Drywall mud (ceiling) gym-27 0.89% chrysotile 
(1000 pt.)

Basketball court, northeast 
corner

Gravel roof core gym-28 None detected Pool roof, southwest corner

Gravel roof core gym-29 None detected Pool roof center
Gravel roof core gym-30 None detected Pool roof northeast corner
Gray patch mastic gym-31 None detected Pool roof, north center
Gray patch mastic gym-32 None detected Roof 1 northwest corner 
Gray patch mastic gym-33 None detected Roof 2 north center 

Above fissured ceiling 
tiles, northeast stairwell, 

north gym, southeast 
stairwell, south gym, 
north and south gym 

seating areas, basketball 
court 

    12,700 SF No No

Patch work throughout all 
roof levels

         200 SF No No

Roof above pool       5,000 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 39 of 39
CLIENT: Santa Monica Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
North/South Gym building 

Approx. Qty.
Gray rolled on roof core gym-34 None detected Roof 1 north center

Gray rolled on roof core gym-35 None detected Roof 1 southeast corner

Gray rolled on roof core gym-36 None detected Roof 2 center

White penetration 
mastic

gym-37 None detected Roof 1 northeast penetration 

White penetration 
mastic

gym-38 None detected Roof 2 southwest 
penetration

White penetration 
mastic

gym-39 None detected Roof 2 north center 
penetration

White/grey duct sealant gym-40 None detected Roof HVAC roof center

White/grey duct sealant gym-41 None detected Roof HVAC roof north 
center

White/grey duct sealant gym-42 None detected Roof HVAC roof 2 center

TSI pipe insulation N/A N/A N/A Fiberglass pipe insulation 
on pipes throughout 
buildling (no need to 
sample) 

         950 SF No No

All roof levels except for 
pool roof 

         500 SF No No

All roof levels except for 
pool roof 

    20,000 SF No No

On roof HVAC and air 
ducts throughout building 

         800 SF No No























































































































































 

 

Appendix B 
Laboratory Analytical Report: Asbestos 

 



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/12/2018

02/09/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830202

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number
Ref. PLM #1830178

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall composite w/ mud, 
White/brown/beige,   Non-
homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-17 0.17%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

17.87%
54.52%
27.44%

1830202-001

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.17%Total % Non-Asbestos: 99.8%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-21 0.67%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

9.00%
53.87%
36.46%

1830202-002

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.67%Total % Non-Asbestos: 99.3%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-22 0.87%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

10.85%
51.54%
36.74%

1830202-003

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.87%Total % Non-Asbestos: 99.1%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-23 0.89%
Organic/Volatile Material
Non-Asbestos Residue
Non-Asbestos Residue

10.45%
52.51%
36.15%

1830202-004

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.89%Total % Non-Asbestos: 99.1%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-24 1.04%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

11.60%
51.74%
35.62%

1830202-005

100%

1000 pt. POINT COUNT

Asbestos Present Yes 1.04%Total % Non-Asbestos: 99.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/12/2018

02/09/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830202

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number
Ref. PLM #1830178

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-25 0.90%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

12.56%
51.93%
34.61%

1830202-006

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.90%Total % Non-Asbestos: 99.1%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-26 0.89%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

11.63%
51.40%
36.08%

1830202-007

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.89%Total % Non-Asbestos: 99.1%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-27 0.89%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

10.49%
52.88%
35.74%

1830202-008

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.89%Total % Non-Asbestos: 99.1%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-24 1.13%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

10.06%
50.91%
37.90%

1830202-009

100%

1000 pt. POINT COUNT

Asbestos Present Yes 1.13%Total % Non-Asbestos: 98.9%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-25 0.94%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

9.28%
51.64%
38.14%

1830202-010

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.94%Total % Non-Asbestos: 99.1%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/12/2018

02/09/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830202

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number
Ref. PLM #1830178

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-26 1.14%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

10.74%
50.90%
37.22%

1830202-011

100%

1000 pt. POINT COUNT

Asbestos Present Yes 1.14%Total % Non-Asbestos: 98.9%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-27 1.06%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

11.10%
51.26%
36.58%

1830202-012

100%

1000 pt. POINT COUNT

Asbestos Present Yes 1.06%Total % Non-Asbestos: 98.9%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-28 1.21%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

9.96%
50.71%
38.12%

1830202-013

100%

1000 pt. POINT COUNT

Asbestos Present Yes 1.21%Total % Non-Asbestos: 98.8%Total %Asbestos:

Drywall composite (ceiling), 
White/brown/beige,   Non-
homogeneous

Chrysotile
Music Bldg

LAYER 10202-29 0.25%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

17.01%
19.71%
63.03%

1830202-014

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.25%Total % Non-Asbestos: 99.8%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-72 0.15%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

3.66%
21.52%
74.67%

1830202-015

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.15%Total % Non-Asbestos: 99.9%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/12/2018

02/09/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830202

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number
Ref. PLM #1830178

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-73 0.22%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

3.56%
23.63%
72.59%

1830202-016

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.22%Total % Non-Asbestos: 99.8%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-74 <0.1%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

3.45%
22.18%
74.37%

1830202-017

100%

1000 pt. POINT COUNT

Asbestos Present Yes <0.1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-75 <0.1%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

3.47%
24.09%
72.44%

1830202-018

100%

1000 pt. POINT COUNT

Asbestos Present Yes <0.1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-76 <0.1%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

2.85%
24.62%
72.53%

1830202-019

100%

1000 pt. POINT COUNT

Asbestos Present Yes <0.1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

Chrysotile
Music Bldg

LAYER 10202-77 <0.1%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

6.05%
29.92%
64.03%

1830202-020

100%

1000 pt. POINT COUNT

Asbestos Present Yes <0.1%Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/12/2018

02/09/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830202

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number
Ref. PLM #1830178

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Beige/Gray,   Non-
homogeneous

Chrysotile
Music Bldg

LAYER 10202-78 0.15%
Organic/Volatile Material
Acid Soluble Material
Non-Asbestos Residue

3.28%
22.93%
73.64%

1830202-021

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.15%Total % Non-Asbestos: 99.9%Total %Asbestos:

Approved Signatory Cristina E. TabattAnalyst - Cristina Tabatt

  Method Detection Limit: One tenth of one percent (0.1%). Asbestos content has been determined using the point count method. Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Due to PLM limitations, results on
  samples with None Detected or samples with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended 
  to confirm PLM results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be 
  used by the customer to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall 
  be disposed according to local, state and federal laws, 30 days after results are reported.

Lab Code 500044-0

Note:  EPA 400 point count extended to 1000 points to meet the Cal OSHA regulatory limit of 0.1%.
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall, Beige/ Brown,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-01 10%
<1

Gypsum/Filler 90%

1830178-001

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, Beige/ Brown,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-02 30%
<1

Gypsum/Filler 70%

1830178-002

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-03 60%
<1

Perlite
Binder/Filler

35%
5%

1830178-003

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-04 60%
<1

Perlite
Binder/Filler

35%
5%

1830178-004

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Plaster, White/ Beige,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-05
Quartz
Calcium Carbonate
Gypsum/Binder/Filler

35%
15%
50%

1830178-005

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Wood Fiber12" Random peghole ceiling tile, 
Brown/White,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-06A 95%
Binder/Filler 5%

1830178-006

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-06B
Organic Binders/Filler 100%

1830178-007

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12" Random peghole ceiling tile, 
Brown/White,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-07A 95%
Binder/Filler 5%

1830178-008

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-07B
Organic Binders/Filler 100%

1830178-009

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall (ceiling), Beige/ Brown,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-08 20%
<1

Gypsum/Filler 80%

1830178-010

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall (ceiling), Beige/ Brown,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-09 20%
<1

Gypsum/Filler 80%

1830178-011

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Mineral Wool

12" Fissured ceiling tile, White/ 
Beige,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-10A 40%
20%

Perlite
Binder/Filler

35%
5%

1830178-012

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-10B
Organic Binders/Filler 100%

1830178-013

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12" Fissured ceiling tile, White/ 
Beige,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-11A 40%
20%

Perlite
Binder/Filler

35%
5%

1830178-014

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-11B
Organic Binders/Filler 100%

1830178-015

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Smooth ceiling panel, White / 
Tan,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-12 60%
<1

Perlite
Binder/Filler

35%
5%

1830178-016

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Mineral Wool

2x4 Smooth ceiling panel, White / 
Tan,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-13 60%
<1

Perlite
Binder/Filler

35%
5%

1830178-017

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, Gray,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-14
Vermiculite
Organic Binders/Filler

15%
85%

1830178-018

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, Gray,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-15
Organic Binders/Filler 100%

1830178-019

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, Gray,   Homogeneous None Detected
North/South Gym

LAYER 1Gym-16
Organic Binders/Filler 100%

1830178-020

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall composite w/ mud, White/ 
Brown/ Beige,   Non-homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-17 <1%5%
<1

Calcium Carbonate
Gypsum/Binder/Filler

10%
85%

1830178-021

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-21 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-022

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-22 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-023

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-23 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-024

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-24 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-025

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-25 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-026

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-26 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-027

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (ceiling), Beige,   
Homogeneous

Chrysotile
North/South Gym

LAYER 1Gym-27 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-028

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Gravel roof core-Felt/Tar (5 layers), 
Black,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-28A 5%
30%

Polystyrene Foam
Bituminous Matrix/Filler

5%
60%

1830178-029

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassGravel roof core-Felt/ Insulation, 
Black/ Yellow,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-28B 10%
Bituminous Matrix/Filler
Polystyrene Foam

15%
75%

1830178-030

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Gravel roof core-Gravel, Brown,   
Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-28C
Non-Fibrous Material 100%

1830178-031

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous Glass
Cellulose Fiber

Gravel roof core-Felt/Tar (6 layers), 
Black/Brown,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-29A 20%
2%

Bituminous Matrix/Filler 78%

1830178-032

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassGravel roof core-Felt/Insulation, 
Black/ Yellow,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-29B <1%
Bituminous Matrix
Polystyrene Foam

5%
95%

1830178-033

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Gravel roof core-Gravel, Brown,   
Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-29C
Non-Fibrous Material 100%

1830178-034

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassGravel roof core-Felt/Tar (6 layers), 
Black,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-30A 25%
Bituminous Matrix/Filler 75%

1830178-035

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassGravel roof core-Felt/Insulation, 
Black/ Yellow,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-30B 2%
Polystyrene Foam
Bituminous Matrix

90%
8%

1830178-036

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Gravel roof core-Gravel, Brown,   
Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-30C
Non-Fibrous Material 100%

1830178-037

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPatch mastic, Gray/ Black,   
Homogeneous

None Detected
North/South Gym

LAYER 1Gym-31 20%
Bituminous Matrix/Filler 80%

1830178-038

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPatch mastic, Gray/ Black,   
Homogeneous

None Detected
North/South Gym

LAYER 1Gym-32 20%
Bituminous Matrix/Filler 80%

1830178-039

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPatch mastic, Gray/ Black,   
Homogeneous

None Detected
North/South Gym

LAYER 1Gym-33 20%
Bituminous Matrix/Filler 80%

1830178-040

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous Glass
Synthetic Fiber

Rolled on roof core- Felt/Tar (5 
layers), Black,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-34A 25%
5%

Bituminous Matrix/Filler 70%

1830178-041

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Paper, Pink,   
Homogeneous

None Detected
North/South Gym

LAYER 1Gym-34B 95%
Binder/Filler 5%

1830178-042

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous Glass
Synthetic Fiber

Rolled on roof core- Felt/Tar (5 
layers), Black,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-35A 25%
5%

Bituminous Matrix/Filler 70%

1830178-043

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Paper, Pink,   
Homogeneous

None Detected
North/South Gym

LAYER 1Gym-35B 95%
Binder/Filler 5%

1830178-044

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous Glass
Synthetic Fiber

Rolled on roof core- Felt/Tar (5 
layers), Black,   Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-36A 25%
5%

Bituminous Matrix/Filler 70%

1830178-045

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Paper, Pink,   
Homogeneous

None Detected
North/South Gym

LAYER 1Gym-36B 95%
Binder/Filler 5%

1830178-046

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassPenetration Mastic, White/ Black,   
Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-37 <1%
Bituminous Matrix
Binder/Filler

80%
20%

1830178-047

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassPenetration Mastic, White/ Black,   
Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-38 <1%
Bituminous Matrix
Binder/Filler

75%
25%

1830178-048

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassPenetration Mastic, White/ Black,   
Non-homogeneous

None Detected
North/South Gym

LAYER 1Gym-39 <1%
Bituminous Matrix
Binder/Filler

60%
40%

1830178-049

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, White/ Gray,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-40
Organic Binders/Filler 100%

1830178-050

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, White/ Gray,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-41
Organic Binders/Filler 100%

1830178-051

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, White/ Gray,   Non-
homogeneous

None Detected
North/South Gym

LAYER 1Gym-42
Organic Binders/Filler 100%

1830178-052

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberButton Board, Pink/Brown,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-01 20%
Gypsum/Filler 80%

1830178-053

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberButton Board, Pink/Brown,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-02 20%
Gypsum/Filler 80%

1830178-054

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Joint compound (wall), Lt. 
Gray/White,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-03
Perlite
Calcium Carbonate
Binder/Filler

15%
60%
25%

1830178-055

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDrywall (wall), Beige/ Brown,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-04 <1%
Gypsum/Filler 100%

1830178-056

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDrywall composite (wall), Beige/ 
Brown/Lt. Gray/White,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-05 2%
Perlite
Calcium Carbonate
Gypsum/Binder/Filler

3%
15%
80%

1830178-057

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Joint compound (ceiling), White,   
Homogeneous

None Detected
Administration Bldg

LAYER 10201-06
Calcium Carbonate
Binder/Filler

80%
20%

1830178-058

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall ceiling, White/ Brown,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-07 20%
<1

Gypsum/Filler 80%

1830178-059

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall ceiling composite, White/ 
Brown,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-08 20%
<1

Perlite
Calcium Carbonate
Gypsum/Binder/Filler

2%
15%
63%

1830178-060

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12x12 Fissured ceiling tile, White/ 
Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-09A 35%
25%

Perlite
Binder/Filler

35%
5%

1830178-061

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Administration Bldg

LAYER 10201-09B
Organic Binders/Filler 100%

1830178-062

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12x12 Fissured ceiling tile, White/ 
Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-10A 35%
25%

Perlite
Binder/Filler

35%
5%

1830178-063

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

3511   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Administration Bldg

LAYER 10201-10B
Organic Binders/Filler 100%

1830178-064

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12x12 random pehole ceiling tile, 
White/ Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-11A 35%
25%

Perlite
Binder/Filler

35%
5%

1830178-065

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Administration Bldg

LAYER 10201-11B
Organic Binders/Filler 100%

1830178-066

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12x12 random peghole ceiling tile, 
White/ Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-12A 35%
25%

Perlite
Binder/Filler

35%
5%

1830178-067

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Administration Bldg

LAYER 10201-12B
Organic Binders/Filler 100%

1830178-068

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber2x4 Fissured ceiling panel, White/ 
Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-13 60%
Perlite
Binder/Filler

35%
5%

1830178-069

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber2x4 Fissured ceiling panel, White/ 
Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-14 60%
Perlite
Binder/Filler

35%
5%

1830178-070

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber2x4 Fissured ceiling panel, White/ 
Beige,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-15 60%
Perlite
Binder/Filler

35%
5%

1830178-071

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberMoisture paper, Black,   
Homogeneous

None Detected
Administration Bldg

LAYER 10201-16 50%
Bituminous Matrix 50%

1830178-072

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberMoisture paper, Black,   
Homogeneous

None Detected
Administration Bldg

LAYER 10201-17 50%
Bituminous Matrix 50%

1830178-073

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberMoisture paper, Black,   
Homogeneous

None Detected
Administration Bldg

LAYER 10201-18 50%
Bituminous Matrix 50%

1830178-074

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/ Gray,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-19
Quartz
Calcium Carbonate
Binder/Filler

35%
40%
25%

1830178-075

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Beige/ Gray,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-20
Quartz
Calcium Carbonate
Binder/Filler

35%
40%
25%

1830178-076

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/ Gray,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-21
Quartz
Calcium Carbonate
Binder/Filler

45%
25%
30%

1830178-077

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/ Gray,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-22
Quartz
Calcium Carbonate
Binder/Filler

40%
30%
30%

1830178-078

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/ Gray,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-23
Quartz
Calcium Carbonate
Binder/Filler

40%
30%
30%

1830178-079

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/ Gray,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-24
Quartz
Calcium Carbonate
Binder/Filler

40%
30%
30%

1830178-080

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous Glass
Wollastonite

Rolled on roof core- Capsheet, White/ 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-25A 10%
2%

Quartz
Bituminous Matrix/Filler

5%
83%

1830178-081

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Felt (2 layers), 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-25B 30%
Bituminous Matrix/Filler 70%

1830178-082

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Felt (2 layers), 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-25C 50%
Bituminous Matrix 50%

1830178-083

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Insulation, 
Brown,   Homogeneous

None Detected
Administration Bldg

LAYER 10201-25D 95%
Binder/Filler 5%

1830178-084

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous Glass
Wollastonite

Rolled on roof core- Capsheet, White/ 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-26A 10%
2%

Quartz
Bituminous Matrix/Filler

5%
83%

1830178-085

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Felt (2 layers), 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-26B 30%
Bituminous Matrix/Filler 70%

1830178-086

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRolled on roof core- Felt, Black,   
Homogeneous

None Detected
Administration Bldg

LAYER 10201-26C 50%
Bituminous Matrix 50%

1830178-087

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Insualtion, 
Brown,   Homogeneous

None Detected
Administration Bldg

LAYER 10201-26D 95%
Binder/Filler 5%

1830178-088

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous Glass
Wollastonite

Rolled on roof core- Capsheet, White/ 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-27A 10%
2%

Quartz
Bituminous Matrix/Filler

5%
83%

1830178-089

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Felt (2 layers), 
Black,   Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-27B 30%
Bituminous Matrix/Filler 70%

1830178-090

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Felt, Black,   
Homogeneous

None Detected
Administration Bldg

LAYER 10201-27C 50%
Bituminous Matrix 50%

1830178-091

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Insulation, 
Brown,   Homogeneous

None Detected
Administration Bldg

LAYER 10201-27D 95%
Binder/Filler 5%

1830178-092

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberPenetration Mastic, White/ Black,   
Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-28 <1%
Bituminous Matrix
Binder/Filler

5%
95%

1830178-093

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPenetration Mastic, White/ Black,   
Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-29 2%
Bituminous Matrix
Binder/Filler

10%
88%

1830178-094

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPenetration Mastic, White/ Black,   
Non-homogeneous

None Detected
Administration Bldg

LAYER 10201-30 2%
Bituminous Matrix
Binder/Filler

10%
88%

1830178-095

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration reducer, Black,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-31 30%
Binder/Filler 70%

1830178-096

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration reducer, Black,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-32 30%
Binder/Filler 70%

1830178-097

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration reducer, Black,   Non-
homogeneous

None Detected
Administration Bldg

LAYER 10201-33 30%
Binder/Filler 70%

1830178-098

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberDuct Sealant, Gray,   Homogeneous None Detected
Administration Bldg

LAYER 10201-34 <1%
Organic Binders/Filler 100%

1830178-099

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberDuct Sealant, Gray,   Homogeneous None Detected
Administration Bldg

LAYER 10201-35 <1%
Organic Binders/Filler 100%

1830178-100

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberDuct Sealant, Gray,   Homogeneous None Detected
Administration Bldg

LAYER 10201-36 <1%
Organic Binders/Filler 100%

1830178-101

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x2 Fissured ceiling panel, White w/ 
Sq Pat,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-01 45%
15%

Perlite
Binder/Filler

35%
5%

1830178-102

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x2 Fissured ceiling panel, White w/ 
Sq Pat,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-02 45%
15%

Perlite
Binder/Filler

35%
5%

1830178-103

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x2 Fissured ceiling panel, White w/ 
Sq Pat,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-03 45%
15%

Perlite
Binder/Filler

35%
5%

1830178-104

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Wood Fiber12" Random peghole ceiling tile, 
White/ Brown,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-04A 95%
Binder/Filler 5%

1830178-105

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Music Bldg

LAYER 10202-04B
Organic Binders/Filler 100%

1830178-106

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12" Random peghole ceiling tile, 
White/ Brown,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-05A 95%
Binder/Filler 5%

1830178-107

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Music Bldg

LAYER 10202-05B
Organic Binders/Filler 100%

1830178-108

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12" Random peghole ceiling tile, 
Brown,   Homogeneous

None Detected
Music Bldg

LAYER 10202-06A 100%
1830178-109

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Music Bldg

LAYER 10202-06B
Organic Binders/Filler 100%

1830178-110

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Wood Fiber12" Fissured ceiling tile, White/ 
Brown,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-07A 95%
Binder/Filler 5%

1830178-111

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Music Bldg

LAYER 10202-07B
Organic Binders/Filler 100%

1830178-112

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12" Fissured ceiling tile, White/ 
Brown,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-08A 95%
Binder/Filler 5%

1830178-113

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Music Bldg

LAYER 10202-08B
Organic Binders/Filler 100%

1830178-114

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12" Fissured ceiling tile, White/ 
Brown,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-09A 95%
Binder/Filler 5%

1830178-115

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Music Bldg

LAYER 10202-09B
Organic Binders/Filler 100%

1830178-116

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall (wall), White,   Homogeneous None Detected
Music Bldg

LAYER 10202-10 <1%
<1

Gypsum/Filler 100%

1830178-117

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall (wall), White,   Homogeneous None Detected
Music Bldg

LAYER 10202-11 <1%
<1

Gypsum/Filler 100%

1830178-118

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall (wall), White,   Homogeneous None Detected
Music Bldg

LAYER 10202-12 <1%
<1

Gypsum/Filler 100%

1830178-119

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-13
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-120

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-14
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-121

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-15
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-122

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-16
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-123

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-17
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-124

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-18
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-125

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud (wall), White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-19
Perlite
Calcium Carbonate
Binder/Filler

20%
55%
25%

1830178-126

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall composite (wall), White,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-20 <1%
<1

Perlite
Calcium Carbonate
Gypsum/Filler

5%
30%
65%

1830178-127

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall ceiling, White/ Brown,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-21 5%
1%

Gypsum/Filler 94%

1830178-128

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall ceiling, White/ Brown,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-22 5%
1%

Gypsum/Filler 94%

1830178-129

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall ceiling, White/ Brown,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-23 5%
1%

Gypsum/Filler 94%

1830178-130

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud ceiling, Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-24 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-131

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall mud ceiling, Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-25 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-132

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud ceiling, Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-26 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-133

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud ceiling, Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-27 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-134

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Drywall mud ceiling, Beige,   
Homogeneous

Chrysotile
Music Bldg

LAYER 10202-28 <1%
Mica
Calcium Carbonate
Binder/Filler

15%
70%
15%

1830178-135

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall composite ceiling, White/ 
Brown/ Beige,   Non-homogeneous

Chrysotile
Music Bldg

LAYER 10202-29 <1%10%
<1

Calcium Carbonate
Gypsum/Binder/Filler

15%
75%

1830178-136

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberDuct Sealant, Gray,   Homogeneous None Detected
Music Bldg

LAYER 10202-30 <1%
Organic Binders/Filler 100%

1830178-137

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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 Non-Asbestos
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberDuct Sealant, Gray,   Homogeneous None Detected
Music Bldg

LAYER 10202-31 <1%
Organic Binders/Filler 100%

1830178-138

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberDuct Sealant, Gray,   Homogeneous None Detected
Music Bldg

LAYER 10202-32 <1%
Organic Binders/Filler 100%

1830178-139

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDuct Sealant, White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-33 30%
Organic Binders/Filler 70%

1830178-140

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDuct Sealant, White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-34 15%
Organic Binders/Filler 85%

1830178-141

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDuct Sealant, White,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-35 15%
Organic Binders/Filler 85%

1830178-142

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Capsheet, White/ 
Black,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-36A 15%
Bituminous Matrix
Binder/Filler

70%
15%

1830178-143

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on roof core- Felt (2 layers), 
Black,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-36B 30%
Bituminous Matrix/Filler 70%

1830178-144

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Felt, Black,   
Homogeneous

None Detected
Music Bldg

LAYER 10202-36C 50%
Bituminous Matrix 50%

1830178-145

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Insulation, 
Brown/Yellow,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-36D 50%
Polystyrene Foam 50%

1830178-146

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Capsheet, 
Black,   Homogeneous

None Detected
Music Bldg

LAYER 10202-37A 15%
Bituminous Matrix/Filler 85%

1830178-147

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Felt (3 layers), 
Black,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-37B 30%
Bituminous Matrix/Filler 70%

1830178-148

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Felt (4 layers), 
White/ Black,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-37C 50%
Bituminous Matrix 50%

1830178-149

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRolled on roof core- Insulation, 
Brown/Yellow,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-37D 90%
Polystyrene Foam 10%

1830178-150

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Rolled on roof core- Tar/Felt (2 
layers), Black,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-38A 10%
15%

Bituminous Matrix/Filler 75%

1830178-151

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled on roof core- Felt (3 layers), 
Black,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-38B 30%
Bituminous Matrix/Filler 70%

1830178-152

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Rolled on roof core- Felt (2 layers), 
Black/Gray,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-38C 70%
<1

Bituminous Matrix 30%

1830178-153

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled on roof core- Insulation, 
Brown/Yellow,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-38D 50%
Polystyrene Foam 50%

1830178-154

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Penetration Mastic, White/ Black,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-39
Bituminous Matrix
Binder/Filler

60%
40%

1830178-155

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Penetration Mastic, White/ Black,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-40
Bituminous Matrix
Binder/Filler

60%
40%

1830178-156

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Penetration Mastic, White/ Black,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-41
Bituminous Matrix
Binder/Filler

60%
40%

1830178-157

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Beige/Cream,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-42
Calcium Carbonate
Binder/Filler

80%
20%

1830178-158

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Beige/Cream,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-43
Calcium Carbonate
Binder/Filler

80%
20%

1830178-159

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Beige/Cream,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-44
Calcium Carbonate
Binder/Filler

80%
20%

1830178-160

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Button Board, Beige/Brown,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-45 15%
<1

Gypsum/Filler 85%

1830178-161

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-46 10%
<1

Mica
Gypsum/Filler

5%
85%

1830178-162

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-47 10%
<1

Mica
Gypsum/Filler

5%
85%

1830178-163

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing debris, White/Brown/Black,   
Non-homogeneous
Note:  Qualitative Analysis

None Detected
Music Bldg

LAYER 10202-48 Present
Present
Present

Bituminous Matrix
Gypsum/Binder/Filler

Present
Present

1830178-164

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing debris, 
White/Brown/Yellow,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
Music Bldg

LAYER 10202-49 Present
Present
Present

Gypsum/Binder/Filler Present

1830178-165

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing debris, White/Brown/Black,   
Non-homogeneous
Note:  Qualitative Analysis

None Detected
Music Bldg

LAYER 10202-50 Present
Present
Present

Quartz
Gypsum/Binder/Filler

Present
Present

1830178-166

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Music Bldg

LAYER 10202-51 40%
Bituminous Matrix 60%

1830178-167

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Music Bldg

LAYER 10202-52 40%
Bituminous Matrix 60%

1830178-168

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Music Bldg

LAYER 10202-53 40%
Bituminous Matrix 60%

1830178-169

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mineral Wool
Woof Fiber

Acoustical wall panel/board, 
Brown/Yellow,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-54 40%
50%

Binder/Filler 10%

1830178-170

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mineral Wool
Wood Fiber

Acoustical wall panel/board, 
White/Brown/Yellow,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-55 20%
65%

Binder/Filler 15%

1830178-171

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mineral Wool
Wood Fiber

Acoustical wall panel/board, 
Brown/Yellow,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-56 35%
50%

Binder/Filler 15%

1830178-172

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough wall plaster, White/ Beige,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-57
Quartz
Calcium Carbonate
Gypsum/Binder/Filler

25%
20%
55%

1830178-173

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough wall plaster, White/ Beige,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-58
Quartz
Calcium Carbonate
Gypsum/Binder/Filler

40%
15%
45%

1830178-174

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough wall plaster, Beige,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-59
Quartz
Gypsum/Binder/Filler

45%
55%

1830178-175

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough wall plaster, White/ Beige,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-60
Quartz
Calcium Carbonate
Gypsum/Binder/Filler

40%
15%
45%

1830178-176

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

3531   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough wall plaster, White/ Beige,   
Non-homogeneous

None Detected
Music Bldg

LAYER 10202-61
Quartz
Calcium Carbonate
Gypsum/Binder/Filler

40%
15%
45%

1830178-177

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-62
Quartz
Gypsum/Binder/Filler

40%
60%

1830178-178

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-63
Quartz
Gypsum/Binder/Filler

40%
60%

1830178-179

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-64
Quartz
Gypsum/Binder/Filler

40%
60%

1830178-180

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-65
Quartz
Gypsum/Binder/Filler

55%
45%

1830178-181

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-66
Quartz
Gypsum/Binder/Filler

45%
55%

1830178-182

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-67
Quartz
Gypsum/Binder/Filler

45%
55%

1830178-183

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical plaster ceiling, Gray,   Non-
homogeneous

None Detected
Music Bldg

LAYER 10202-68
Quartz
Gypsum/Binder/Filler

45%
55%

1830178-184

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Fissured ceiling panel, White/ 
Beige,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-69 45%
15%

Perlite
Binder/Filler

35%
5%

1830178-185

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Fissured ceiling panel, White/ 
Beige,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-70 45%
15%

Perlite
Binder/Filler

35%
5%

1830178-186

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Mineral Wool

2x4 Fissured ceiling panel, White/ 
Beige,   Non-homogeneous

None Detected
Music Bldg

LAYER 10202-71 45%
15%

Perlite
Binder/Filler

35%
5%

1830178-187

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-72 <1%
Quartz
Calcium Carbonate
Binder/Filler

40%
35%
25%

1830178-188

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-73 <1%
Quartz
Calcium Carbonate
Binder/Filler

45%
35%
20%

1830178-189

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-74 <1%
Quartz
Calcium Carbonate
Binder/Filler

35%
40%
25%

1830178-190

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-75 <1%
Quartz
Calcium Carbonate
Binder/Filler

40%
35%
25%

1830178-191

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/09/2018
02/09/2018

02/05/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830178

Project Number SMSD-18-7472

Santa Monica

Project Name SAMOHI

WO Number

01/31/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 194

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Gray,   Non-homogeneous Chrysotile
Music Bldg

LAYER 10202-76 <1%
Quartz
Calcium Carbonate
Binder/Filler

40%
35%
25%

1830178-192

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

Chrysotile
Music Bldg

LAYER 10202-77 <1%
Quartz
Calcium Carbonate
Binder/Filler

45%
25%
30%

1830178-193

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

Chrysotile
Music Bldg

LAYER 10202-78 <1%
Quartz
Calcium Carbonate
Binder/Filler

45%
25%
30%

1830178-194

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Approved Signatory Cristina E. TabattAnalyst - Cristina Tabatt

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Due to PLM limitations, results on
  samples with None Detected or samples with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended 
  to confirm PLM results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be 
  used by the customer to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall 
  be disposed according to local, state and federal laws, 30 days after results are reported.

Lab Code 500044-0
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Drop Off E
Drop Box fl
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Report Send Via:
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Mail E
Pick up tl
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E
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Company: Alta Environmental

ProjectNumber: -S(QS9- /88%-
Name: fud,o//l

CHAIN GUSTODY 1508 E. 33rd Street
Signal Hill, CA 90755

562-206-2770Tet
5612-206-2773 Fax

services@l\Qenvlabs.com

(Labl order No. 1830f T 8

'age

utu\Xrq aqtS

t /r..r"-r\
.5 oirut coileov.iA

Oryv<-t( /run-il
/ ruo-rt\

ata. (( cbr*rt- O'Sil<-

,1at rr-f *ae"^\:"J

0.5-*fl czili,._
D cyr;r.ut.t "et.f^i
t*v rz Ass i.ii

l?t lZ a-A.vLo\oe'\ q@k
-l-

ofq4-

Ver.082411
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/08/2018
02/08/2018

02/07/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830176

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 3

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Window Putty, Gray,   Non-
homogeneous

Chrysotile
Art Bldg

LAYER 10125-A7 0.62%
Acid Soluble Material
Organic/Volatile Material
Non-Asbestos Residue

88.01%
9.39%
1.98%

1830176-001

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.62%Total % Non-Asbestos: 99.4%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

Chrysotile
Art Bldg

LAYER 10125-A8 0.51%
Acid Soluble Material
Organic/Volatile Material
Non-Asbestos Residue

88.47%
8.88%
2.14%

1830176-002

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.51%Total % Non-Asbestos: 99.5%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

Chrysotile
Art Bldg

LAYER 10125-A9 0.57%
Acid Soluble Material
Organic/Volatile Material
Non-Asbestos Residue

87.51%
9.78%
2.14%

1830176-003

100%

1000 pt. POINT COUNT

Asbestos Present Yes 0.57%Total % Non-Asbestos: 99.4%Total %Asbestos:

Approved Signatory Cristina E. TabattAnalyst - Fred Chappelear

  Method Detection Limit: One tenth of one percent (0.1%). Asbestos content has been determined using the point count method. Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Due to PLM limitations, results on
  samples with None Detected or samples with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended 
  to confirm PLM results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be 
  used by the customer to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall 
  be disposed according to local, state and federal laws, 30 days after results are reported.

Lab Code 500044-0

Note:  EPA 400 point count extended to 1000 points to meet the Cal OSHA regulatory limit of 0.1%.
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mineral Wool12" Fissured Ceiling Tile, White,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-01A 85%
Binder/Filler 15%

1830167-001

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Yellow,   Homogeneous None Detected
Barnum Hall

LAYER 10129-01B
Adhesive Binders/filler 100%

1830167-002

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mineral Wool12" Fissured Ceiling Tile, White,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-02A 85%
Binder/Filler 15%

1830167-003

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Yellow,   Homogeneous None Detected
Barnum Hall

LAYER 10129-02B
Adhesive Binders/Filler 100%

1830167-004

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Ceiling Tile Mastic, Yellow,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-03
Adhesive Binders/Filler 100%

1830167-005

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, Gray/Yellow,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-04
Adhesive Binders/Filler 100%

1830167-006

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Duct Sealant, Gray/Yellow,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-05
Adhesive Binders/Filler 100%

1830167-007

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Duct Sealant, Gray/Yellow,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-06
Adhesive Binders/Filler 100%

1830167-008

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassStucco, Yellow/White/Gray,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-07 <1%
Calcium Carbonate
Quartz
Other Non-Fibrous Material

20%
45%
35%

1830167-009

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassStucco, Yellow/White/Gray,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-08 <1%
Calcium Carbonate
Quartz
Other Non-Fibrous Material

20%
45%
35%

1830167-010

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassStucco, Yellow/White/Gray,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-09 <1%
Calcium Carbonate
Quartz
Other Non-Fibrous Material

20%
45%
35%

1830167-011

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
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 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Jute FiberSmooth Plaster Wall, Beige,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-10 <1%
Quartz
Gypsum
Other Non-Fibrous Material

40%
40%
20%

1830167-012

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberSmooth Plaster Wall, White/Beige,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-11 <1%
Calcium Carbonate
Quartz
Gypsum
Other Non-Fibrous Material

10%
40%
35%
15%

1830167-013

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberRough Plaster Wall, Green/Beige,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-12 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830167-014

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberRough Plaster Wall, Green/Beige,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-13 <1%
Calcium Carbonate
Gypsum
Quartz
Perlite
Other Non-Fibrous Material

15%
40%
25%
10%
10%

1830167-015

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Roof Core - Membrane, 
White/Black,   Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-14A
Bituminous Material
Other Non-Fibrous Material

15%
85%

1830167-016

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Core - Composition Roofing (2 
Layers), White/Black,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-14B 15%
Bituminous Matrix/Filler
Other Non-Fibrous Material

65%
20%

1830167-017

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Layered Felt/Tar, Black,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-14C 10%
Bituminous Matrix/Filler 90%

1830167-018

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRoof Core - Paper, Pink,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-14D 95%
Binder/Filler 5%

1830167-019

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Roof Core - Membrane, 
White/Black,   Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-15A
Bituminous Material
Other Non-Fibrous Material

15%
85%

1830167-020

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Comp. Roofing (2 
Layers), White/Black,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-15B 15%
Bituminous Matrix/Filler
Other Non-Fibrous Material

65%
20%

1830167-021

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Layered Felt/Tar, Black,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-15C 10%
Bituminous Matrix/Filler 90%

1830167-022

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberPaper, Pink,   Homogeneous None Detected
Barnum Hall

LAYER 10129-15D 95%
Binder/Filler 5%

1830167-023

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Roof Core - Membrane, 
White/Black,   Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-16A
Bituminous Material
Other Non-Fibrous Material

10%
90%

1830167-024

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Comp. Roofing (2 
Layers), Black,   Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-16B 15%
Bituminous Matrix
Other Non-Fibrous Material

65%
20%

1830167-025

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Layered Felt/Tar, Black,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-16C 10%
Bituminous Matrix/Filler 90%

1830167-026

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPaper, Pink,   Homogeneous None Detected
Barnum Hall

LAYER 10129-16D 95%
Binder/Filler 5%

1830167-027

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPenetration Mastic, 
White/Black/Silver,   Non-
homogeneous

None Detected
Barnum Hall

LAYER 10129-17 5%
Bituminous Matrix/Filler
Metallic Flashing
Other Non-Fibrous Material

45%
35%
15%

1830167-028

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Type

 Non-Asbestos
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberPenetration Mastic, White/Black,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-18 2%
Bituminous Matrix/Filler
Other Non-Fibrous Material

78%
20%

1830167-029

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPenetration Mastic, White/Black,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-19 2%
Bituminous Matrix/Filler
Other Non-Fibrous Material

78%
20%

1830167-030

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPatch Mastic, Black,   Homogeneous None Detected
Barnum Hall

LAYER 10129-20 8%
Bituminous Matrix/Filler 92%

1830167-031

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPatch Mastic, Black,   Homogeneous None Detected
Barnum Hall

LAYER 10129-21 5%
Bituminous Matrix/Filler 95%

1830167-032

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberPatch Mastic, Black,   Homogeneous None Detected
Barnum Hall

LAYER 10129-22 8%
Bituminous Matrix/Filler 92%

1830167-033

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mineral Wool
Cellulose Fiber

12" Peghole Ceiling Tile, 
White/Beige,   Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-23A 30%
30%

Perlite
Binder/Filler

35%
5%

1830167-034

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

WollastoniteMastic, Brown,   Non-homogeneous None Detected
Barnum Hall

LAYER 10129-23B 3%
Adhesive Binders/Filler 97%

1830167-035

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mineral Wool
Cellulose Fiber

12" Peghole Ceiling Tile, Beige,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-24A 30%
30%

Perlite 40%

1830167-036

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

WollastoniteMastic, Brown,   Non-homogeneous None Detected
Barnum Hall

LAYER 10129-24B 3%
Adhesive Binders/Filler 97%

1830167-037

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mineral Wool
Cellulose Fiber

12" Peghole Ceiling Tile, 
White/Beige,   Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-25A 30%
30%

Perlite
Binder/Filler

35%
5%

1830167-038

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

WollastoniteMastic, Brown,   Homogeneous None Detected
Barnum Hall

LAYER 10129-25B 3%
Adhesive Binders/Filler 97%

1830167-039

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberSoft Fireproofing, Gray,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-26 5%
Polystyrene Foam
Binder/Filler

35%
60%

1830167-040

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberSoft Fireproofing, Gray,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-27 5%
Polystyrene Foam
Binder/Filler

35%
60%

1830167-041

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberSoft Fireproofing, Gray,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-28 5%
Polystyrene Foam
Binder/Filler

35%
60%

1830167-042

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberSoft Fireproofing, Gray/Green,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-29 5%
Polystyrene Foam
Binder/Filler

30%
65%

1830167-043

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberSoft Fireproofing, Gray/Green,   
Homogeneous

None Detected
Barnum Hall

LAYER 10129-30 5%
Polystyrene Foam
Binder/Filler

30%
65%

1830167-044

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration Reducer, Black/Beige,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-31 20%
Binder/Filler 80%

1830167-045

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration Reducer, Black/Beige,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-32 20%
Binder/Filler 80%

1830167-046

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberVibration Reducer, Black/Beige,   
Non-homogeneous

None Detected
Barnum Hall

LAYER 10129-33 20%
Binder/Filler 80%

1830167-047

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/Brown,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-01 15%
<1

Gypsum/Filler 85%

1830167-048

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/Brown,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-02 20%
<1

Gypsum/Filler 80%

1830167-049

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

HVAC Joint Compound, Gray,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-03
Adhesive Binders/Filler 100%

1830167-050

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

HVAC Joint Compound, Gray,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-04
Adhesive Binders/Filler 100%

1830167-051

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12" Fissured Ceiling Tile, White,   
Non-homogeneous

None Detected
Language Bldg

LAYER 10130-05A 35%
20%

Polystyrene Foam
Binder/Filler

40%
5%

1830167-052

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous TalcGlue, Brown,   Non-homogeneous None Detected
Language Bldg

LAYER 10130-05B 5%
Adhesive Binders/Filler 95%

1830167-053

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12" Fissured Ceiling Tile, White,   
Non-homogeneous

None Detected
Language Bldg

LAYER 10130-06A 40%
15%

Polystyrene Foam
Binder/Filler

40%
5%

1830167-054

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous TalcMastic, Brown,   Non-homogeneous None Detected
Language Bldg

LAYER 10130-06B 5%
Adhesive Binders/Filler 95%

1830167-055

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

12" Fissured Ceiling Tile, White,   
Non-homogeneous

None Detected
Language Bldg

LAYER 10130-07A 40%
15%

Polystyrene Foam
Binder/Filler

40%
5%

1830167-056

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous TalcGlue, Brown,   Homogeneous None Detected
Language Bldg

LAYER 10130-07B 5%
Adhesive Binders/Filler 95%

1830167-057

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-08
Quartz
Gypsum
Other Non-Fibrous Material

40%
40%
20%

1830167-058

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-09
Quartz
Gypsum
Other Non-Fibrous Material

40%
40%
20%

1830167-059

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-10
Quartz
Gypsum
Other Non-Fibrous Material

40%
40%
20%

1830167-060

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-11
Quartz
Gypsum
Other Non-Fibrous Material

35%
50%
15%

1830167-061

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-12
Quartz
Gypsum
Other Non-Fibrous Material

35%
50%
15%

1830167-062

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-13
Quartz
Gypsum
Other Non-Fibrous Material

35%
50%
15%

1830167-063

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Acoustical Plaster Ceiling, White,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-14
Gypsum
Quartz
Other Non-Fibrous Material

50%
35%
15%

1830167-064

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-15 35%
<1

Gypsum/Filler 65%

1830167-065

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-16 35%
<1

Gypsum/Filler 65%

1830167-066

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-17 35%
<1

Gypsum/Filler 65%

1830167-067

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Wollastonite

Patch Mastic, Beige/Black,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-18 5%
<1

Bituminous Matrix
Other Non-Fibrous Material

35%
60%

1830167-068

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Wollastonite

Patch Mastic, Beige/Black,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-19 3%
2%

Bituminous Matrix
Other Non-Fibrous Material

20%
75%

1830167-069

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Wollastonite

Patch Mastic, Beige/Black,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-20 3%
2%

Bituminous Matrix
Other Non-Fibrous Material

20%
75%

1830167-070

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Mastic, Black,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-21 5%
Bituminous Matrix 95%

1830167-071

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Mastic, Black,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-22 5%
Bituminous Matrix 95%

1830167-072

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Mastic, Black,   Non-
homogeneous

None Detected
Language Bldg

LAYER 10130-23 5%
Bituminous Matrix
Other Non-Fibrous Material

50%
45%

1830167-073

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Fissured Ceiling Panel, Beige,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-24 30%
20%

Perlite 50%

1830167-074

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Mineral Wool

2x4 Fissured Ceiling Panel, Beige,   
Homogeneous

None Detected
Language Bldg

LAYER 10130-25 30%
20%

Perlite
Binder/Filler

45%
5%

1830167-075

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x4 Fissured Ceiling Panel, 
White/Beige,   Homogeneous

None Detected
Language Bldg

LAYER 10130-26 25%
15%

Perlite
Binder/Filler

50%
10%

1830167-076

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

LAYER 1
Smooth Plaster Walls - Skim Coat, 
Blue/White,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H1
Calcium Carbonate
Gypsum
Quartz
Binder/Filler

10%
45%
20%
25%

1830167-077

25%

LAYER 2
Base Coat, Beige,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

45%
40%
15%

75%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

LAYER 1
Smooth Plaster Walls - Skim Coat, 
Blue/White,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H2
Calcium Carbonate
Gypsum
Quartz
Binder/Filler

10%
45%
20%
25%

1830167-078

20%

LAYER 2
Base Coat, Beige,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

45%
40%
15%

80%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

LAYER 1
Smooth Plaster Walls - Skim Coat, 
Blue/White,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H3
Calcium Carbonate
Gypsum
Quartz
Binder/Filler

10%
45%
20%
25%

1830167-079

20%

LAYER 2
Base Coat, Beige,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

45%
40%
15%

80%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Smooth Plaster Walls, 
Blue/White/Beige,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H4
Calcium Carbonate
Gypsum
Quartz
Other Non-Fibrous Material

5%
50%
35%
10%

1830167-080

20%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Smooth Plaster Walls, Blue/Beige,   
Non-homogeneous

None Detected
History Bldg

LAYER 10130-H5
Gypsum
Quartz
Other Non-Fibrous Material

55%
35%
10%

1830167-081

20%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Smooth Plaster Walls, Blue/Beige,   
Non-homogeneous

None Detected
History Bldg

LAYER 10130-H6
Gypsum
Quartz
Other Non-Fibrous Material

55%
35%
10%

1830167-082

20%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster Walls, 
Blue/White/Beige,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H7
Calcium Carbonate
Gypsum
Quartz
Other Non-Fibrous Material

5%
50%
35%
10%

1830167-083

20%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

LAYER 1
Rough Plaster Walls - Skim Coat, 
White/Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H8
Calcium Carbonate
Quartz
Perlite
Binder/Filler

50%
10%
20%
20%

1830167-084

35%

LAYER 2
Base Coat, Beige,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

65%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

LAYER 1
Rough Plaster Walls - Skim Coat, 
White/Yellow,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H9
Calcium Carbonate
Quartz
Perlite
Binder/Filler

50%
10%
20%
20%

1830167-085

20%

LAYER 2
Base Coat, White,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

80%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

LAYER 1
Rough Plaster Walls - Skim Coat, 
White/Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H10
Calcium Carbonate
Quartz
Perlite
Binder/Filler

50%
10%
20%
20%

1830167-086

20%

LAYER 2
Base Coat, Beige,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

80%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough Plaster Walls, White/Beige,   
Non-homogeneous

None Detected
History Bldg

LAYER 10130-H11
Gypsum
Quartz
Calcium Carbonate
Other Non-Fibrous Material

45%
35%
10%
10%

1830167-087

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough Plaster Walls - Skim Coat, 
White/Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H12
Calcium Carbonate
Gypsum
Quartz
Other Non-Fibrous Material

10%
45%
35%
10%

1830167-088

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough Plaster Walls - Skim Coat, 
White/Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H13
Calcium Carbonate
Gypsum
Quartz
Other Non-Fibrous Material

10%
45%
35%
10%

1830167-089

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

LAYER 1
Rough Plaster Walls - Skim Coat, 
White/Yellow,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H14
Calcium Carbonate
Quartz
Perlite
Binder/Filler

50%
10%
20%
20%

1830167-090

35%

LAYER 2
Base Coat, Beige,   Homogeneous

None DetectedLAYER 2
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

65%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Beige,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H15
Calcium Carbonate
Binder/Filler

85%
15%

1830167-091

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Beige,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H16
Calcium Carbonate
Binder/Filler

85%
15%

1830167-092

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Beige,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H17
Calcium Carbonate
Binder/Filler

85%
15%

1830167-093

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x2 Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H18 40%
15%

Perlite
Binder/Filler

40%
5%

1830167-094

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Mineral Wool

2x2 Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H19 40%
15%

Perlite
Binder/Filler

40%
5%

1830167-095

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x2 Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H20 40%
15%

Perlite
Binder/Filler

40%
5%

1830167-096

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2x2 Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H21 40%
15%

Perlite
Binder/Filler

40%
5%

1830167-097

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Gypsum Board, White/Brown,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H22 50%
<1

Mica
Gypsum/Filler

<1%
50%

1830167-098

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Gypsum Board, White/Brown,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H23 50%
<1

Mica
Gypsum/Filler

<1%
50%

1830167-099

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Wood Fiber12" Random peghole ceiling tile, 
White/Brown,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H24A 95%
Binder/Filler 5%

1830167-100

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Non-homogeneous None Detected
History Bldg

LAYER 10130-H24B
Adhesive Binders/Filler 100%

1830167-101

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12" Random peghole ceiling tile, 
White/Brown,   Non-homogeneous

None Detected
History Bldg

LAYER 10130-H25A 95%
Binder/Filler 5%

1830167-102

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
History Bldg

LAYER 10130-H25B
Adhesive Binders/Filler 100%

1830167-103

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberButton Board, White/Brown,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H26 30%
Gypsum/Filler 70%

1830167-104

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberButton Board, White/Brown,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H27 30%
Gypsum/Filler 70%

1830167-105

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberButton Board, White/Brown,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H28 25%
Gypsum/Filler 75%

1830167-106

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberTSI Pipe Insulation, White,   Non-
homogeneous

Amosite
Chrysotile

History Bldg
LAYER 10130-H29 6%

2%
37%

Binder/Filler 55%

1830167-107

100%

Asbestos Present Yes 8.0%Total % Non-Asbestos: 92.0%Total %Asbestos:

TSI Pipe Insulation, White,   Non-
homogeneous

Amosite
Chrysotile

History Bldg
LAYER 10130-H30 8%

2%Binder/Filler 90%

1830167-108

100%

Asbestos Present Yes 10.0%Total % Non-Asbestos: 90.0%Total %Asbestos:

Cellulose FiberTSI Pipe Insulation, White,   Non-
homogeneous

Amosite
Chrysotile

History Bldg
LAYER 10130-H31 6%

2%
37%

Binder/Filler 55%

1830167-109

100%

Asbestos Present Yes 8.0%Total % Non-Asbestos: 92.0%Total %Asbestos:

Wood Fiber
Cellulose Fiber
Synthetic Fiber

Roofing Debris, Brown/Gray,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
History Bldg

LAYER 10130-H32 Present
Present
Present

Quartz
Bituminous Matrix
Other Non-Fibrous Material

Present
Present
Present

1830167-110

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber
Cellulose Fiber
Synthetic Fiber

Roofing Debris, Brown/Gray,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
History Bldg

LAYER 10130-H33 Present
Present
Present

Quartz
Bituminous Matrix
Other Non-Fibrous Material

Present
Present
Present

1830167-111

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Wood Fiber
Cellulose Fiber
Synthetic Fiber

Roofing Debris, Brown/Gray,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
History Bldg

LAYER 10130-H34 Present
Present
Present

Quartz
Bituminous Matrix
Other Non-Fibrous Material

Present
Present
Present

1830167-112

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

LAYER 1
Rolled on Roof Core - Membrane, 
White

None Detected
History Bldg

LAYER 10130-H35
Non-Fibrous Material 100%

1830167-113

5%

Fibrous GlassLAYER 2
Layered Felt/Tar, Black,   Non-
homogeneous

None DetectedLAYER 2 15%
Bituminous Matrix 85%90%

Cellulose FiberLAYER 3
Paper, Brown,   Homogeneous

None DetectedLAYER 3 95%
Binder/Filler 5%5%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

LAYER 1
Rolled on Roof Core - Membrane, 
White

None Detected
History Bldg

LAYER 10130-H36
Non-Fibrous Material 100%

1830167-114

5%

Fibrous GlassLAYER 2
Layered Felt/Tar, Black,   Non-
homogeneous

None DetectedLAYER 2 15%
Bituminous Matrix 85%90%

Cellulose FiberLAYER 3
Paper, Brown,   Homogeneous

None DetectedLAYER 3 95%
Binder/Filler 5%5%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

LAYER 1
Rolled on Roof Core - Membrane, 
White

None Detected
History Bldg

LAYER 10130-H37
Non-Fibrous Material 100%

1830167-115

5%

Fibrous GlassLAYER 2
Layered Felt/Tar, Black,   Non-
homogeneous

None DetectedLAYER 2 15%
Bituminous Matrix 85%90%

Cellulose FiberLAYER 3
Paper, Brown,   Homogeneous

None DetectedLAYER 3 95%
Binder/Filler 5%5%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Penetration Mastic, White/Black,   
Non-homogeneous

None Detected
History Bldg

LAYER 10130-H38
Bituminous Matrix
Non-Fibrous Material

65%
35%

1830167-116

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassPenetration Mastic, White/Black,   
Non-homogeneous

None Detected
History Bldg

LAYER 10130-H39 2%
Bituminous Matrix
Non-Fibrous Material

63%
35%

1830167-117

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassPenetration Mastic, White/Black,   
Non-homogeneous

None Detected
History Bldg

LAYER 10130-H40 2%
Bituminous Matrix
Non-Fibrous Material

63%
35%

1830167-118

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration Reducer, Black,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H41 25%
Non-Fibrous Material 75%

1830167-119

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/12/2018
02/12/2018

02/02/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830167

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/29/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 121

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberVibration Reducer, Black,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H42 25%
Non-Fibrous Material 75%

1830167-120

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic FiberVibration Reducer, Black,   Non-
homogeneous

None Detected
History Bldg

LAYER 10130-H43 25%
Non-Fibrous Material 75%

1830167-121

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Approved Signatory Cristina E. TabattAnalyst - Fred Chappelear

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Due to PLM limitations, results on
  samples with None Detected or samples with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended 
  to confirm PLM results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be 
  used by the customer to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall 
  be disposed according to local, state and federal laws, 30 days after results are reported.

Lab Code 500044-0
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Jute FiberRough Plaster Ceiling, Beige,   
Homogeneous

None Detected
Business Bldg

LAYER 10124-01 <1%
Gypsum
Quartz
Other Non-Fibrous Material

50%
35%
15%

1830087-001

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough Plaster Ceiling, Beige,   
Homogeneous

None Detected
Business Bldg

LAYER 10124-02
Calcium Carbonate
Gypsum
Quartz
Other Non-Fibrous Material

10%
40%
40%
10%

1830087-002

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Rough Plaster Ceiling, Beige,   
Homogeneous

None Detected
Business Bldg

LAYER 10124-03
Calcium Carbonate
Gypsum
Quartz
Other Non-Fibrous Material

10%
40%
40%
10%

1830087-003

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-04 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-004

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-05 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-005

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-06 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-006

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-07 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-007

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-08 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-008

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-09 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-009

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Jute FiberAcoustical Plaster Ceiling, Beige,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-10 <1%
Gypsum
Quartz
Other Non-Fibrous Material

40%
40%
20%

1830087-010

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall, White/Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-11 25%
<1

Gypsum/Filler 75%

1830087-011

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber12"x12" Random Peghole Ceiling 
Tile, White/Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-12A 95%
Binder/Filler 5%

1830087-012

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Brown None Detected
Business Bldg

LAYER 10124-12B
Adhesive Binders/Filler 100%

1830087-013

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber12"x12" Random Peghole Ceiling 
Tile, White/Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-13A 95%
Binder/Filler 5%

1830087-014

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Business Bldg

LAYER 10124-13B
Adhesive Binders/Filler 100%

1830087-015

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Mineral Wool

2'x4' Fissured Ceiling Panel, 
White/Gray,   Non-homogeneous

None Detected
Business Bldg

LAYER 10124-14 40%
15%

Perlite
Binder/Filler

40%
5%

1830087-016

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Mineral Wool

2'x4' Fissured Ceiling Panel, 
White/Gray,   Non-homogeneous

None Detected
Business Bldg

LAYER 10124-15 40%
15%

Perlite
Binder/Filler

40%
5%

1830087-017

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-16
Calcium Carbonate
Binder/Filler

90%
10%

1830087-018

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-17
Calcium Carbonate
Binder/Filler

90%
10%

1830087-019

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-18
Calcium Carbonate
Binder/Filler

90%
10%

1830087-020

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous None Detected
Business Bldg

LAYER 10124-19
Calcium Carbonate
Quartz
Other Non-Fibrous Material

25%
45%
30%

1830087-021

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Gray,   Non-homogeneous None Detected
Business Bldg

LAYER 10124-20
Calcium Carbonate
Quartz
Other Non-Fibrous Material

30%
45%
25%

1830087-022

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous None Detected
Business Bldg

LAYER 10124-21
Calcium Carbonate
Quartz
Other Non-Fibrous Material

25%
45%
30%

1830087-023

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous None Detected
Business Bldg

LAYER 10124-22
Calcium Carbonate
Quartz
Other Non-Fibrous Material

25%
45%
30%

1830087-024

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous None Detected
Business Bldg

LAYER 10124-23
Calcium Carbonate
Quartz
Other Non-Fibrous Material

25%
45%
30%

1830087-025

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous None Detected
Business Bldg

LAYER 10124-24
Calcium Carbonate
Quartz
Other Non-Fibrous Material

25%
45%
30%

1830087-026

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

215   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberMoisture Paper (behind Stucco), 
Black,   Homogeneous

None Detected
Business Bldg

LAYER 10124-25 60%
Binder/Filler 40%

1830087-027

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberMoisture Paper (behind Stucco), 
Black,   Homogeneous

None Detected
Business Bldg

LAYER 10124-26 60%
Binder/Filler 40%

1830087-028

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberMoisture Paper (behind Stucco), 
Black,   Homogeneous

None Detected
Business Bldg

LAYER 10124-27 60%
Binder/Filler 40%

1830087-029

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-28 15%
<1

Mica
Gypsum/Filler

<1%
85%

1830087-030

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-29 15%
<1

Mica
Gypsum/Filler

<1%
85%

1830087-031

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Button Board, White/Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-30 15%
<1

Mica
Gypsum/Filler

<1%
85%

1830087-032

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberTSI (above Drop Down Ceiling), 
White,   Non-homogeneous

Amosite
Crocidolite

Business Bldg
LAYER 10124-31 5%

<1
<1%

Binder/Filler 95%

1830087-033

100%

Asbestos Present Yes 5.0%Total % Non-Asbestos: 95.0%Total %Asbestos:

Cellulose FiberTSI (above Drop Down Ceiling), 
White,   Non-homogeneous

Amosite
Crocidolite

Business Bldg
LAYER 10124-32 5%

<1
<1%

Binder/Filler 95%

1830087-034

100%

Asbestos Present Yes 5.0%Total % Non-Asbestos: 95.0%Total %Asbestos:

TSI (above Drop Down Ceiling), 
White,   Non-homogeneous

Amosite
Crocidolite

Business Bldg
LAYER 10124-33 8%

<1Binder/Filler 92%

1830087-035

100%

Asbestos Present Yes 8.0%Total % Non-Asbestos: 92.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing Debris, Qualitative Analysis None Detected
Business Bldg

LAYER 10124-34 Present
Present
Present

Quartz
Gypsum
Mica
Other Non-Fibrous Material

Present
Present
Present
Present

1830087-036

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing Debris, Qualitative Analysis None Detected
Business Bldg

LAYER 10124-35 Present
Present
Present

Bituminous Matrix
Quartz
Gypsum
Mica
Other Non-Fibrous Material

Present
Present
Present
Present
Present

1830087-037

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing Debris, Qualitative Analysis None Detected
Business Bldg

LAYER 10124-36 Present
Present
Present

Bituminous Matrix
Quartz
Gypsum
Mica
Other Non-Fibrous Material

Present
Present
Present
Present
Present

1830087-038

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Layered Felt/Tar, 
Silver/Black,   Non-homogeneous

None Detected
Business Bldg

LAYER 10124-37A 15%
Bituminous Matrix/Filler
Metallic Paint

80%
5%

1830087-039

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRoof Core - Paper, Brown,   
Homogeneous

None Detected
Business Bldg

LAYER 10124-37B 90%
Binder/Filler 10%

1830087-040

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Capsheet, Silver/Black,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-38A 10%
Bituminous Matrix/Filler
Metallic Paint

85%
5%

1830087-041

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Layered Felt/Tar, Black,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-38B 15%
Bituminous Matrix/Filler 85%

1830087-042

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRoof Core - Paper, Brown,   Non-
homogeneous

None Detected
Business Bldg

LAYER 10124-38C 95%
Binder/Filler 5%

1830087-043

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Capsheet, Silver/Black,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-39A 10%
Bituminous Matrix/Filler
Metallic Paint

85%
5%

1830087-044

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Core - Layered Felt/Tar, Black,   
Non-homogeneous

None Detected
Business Bldg

LAYER 10124-39B 15%
Bituminous Matrix/Filler 85%

1830087-045

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRoof Core - Paper, Brown,   
Homogeneous

None Detected
Business Bldg

LAYER 10124-39C 95%
Binder/Filler 5%

1830087-046

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Penetration Mastic, 
Silver/Black,   Non-homogeneous

None Detected
Business Bldg

LAYER 10124-40 <1%
Bituminous Matrix
Metallic Paint

90%
10%

1830087-047

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRoof Penetration Mastic, 
Silver/Black,   Non-homogeneous

None Detected
Business Bldg

LAYER 10124-41 <1%
Bituminous Matrix
Metallic Paint

90%
10%

1830087-048

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Penetration Mastic, 
Silver/Black,   Non-homogeneous

None Detected
Business Bldg

LAYER 10124-42 <1%
Bituminous Matrix
Metallic Paint

90%
10%

1830087-049

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12"x12" Straight Peghole Ceiling Tile, 
White/Brown,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-01A 95%
Binder/Filler 5%

1830087-050

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
English Bldg

LAYER 10125-01B
Adhesive Binders/Filler 100%

1830087-051

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12"x12" Straight Peghole Ceiling Tile, 
White/Brown,   Homogeneous

None Detected
English Bldg

LAYER 10125-02A 95%
Binder/Filler 5%

1830087-052

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
English Bldg

LAYER 10125-02B
Adhesive Binders/Filler 100%

1830087-053

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Gray,   Non-homogeneous None Detected
English Bldg

LAYER 10125-03
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
50%
35%

1830087-054

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Gray,   Non-homogeneous None Detected
English Bldg

LAYER 10125-04
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
50%
35%

1830087-055

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber2'x4' Ceiling Panel Fissured, White/ 
Beige,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-05 50%
Perlite
Binder/Filler

45%
5%

1830087-056

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber2'x4' Ceiling Panel Fissured, White/ 
Beige,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-06 50%
Perlite
Binder/Filler

45%
5%

1830087-057

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber2'x4' Ceiling Panel Fissured, White/ 
Beige,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-07 50%
Perlite
Binder/Filler

45%
5%

1830087-058

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled On Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-08A 10%
Bituminous Matrix/Filler
Other Non-Fibrous Material

80%
10%

1830087-059

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled On Roof Core - Layered 
Felt/Tar, Black,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-08B 15%
Bituminous Matrix/Filler 85%

1830087-060

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRolled On Roof Core - Paper, Pink,   
Non-homogeneous

None Detected
English Bldg

LAYER 10125-08C 95%
Binder/Filler 5%

1830087-061

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled On Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-09A 10%
Bituminous Matrix/Filler
Other Non-Fibrous Material

80%
10%

1830087-062

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled On Roof Core - Layered 
Felt/Tar, Black,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-09B 15%
Bituminous Matrix/Filler 85%

1830087-063

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRolled On Roof Core - Paper, Pink,   
Non-homogeneous

None Detected
English Bldg

LAYER 10125-09C 95%
Binder/Filler 5%

1830087-064

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled On Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-10A 10%
Bituminous Matrix/Filler
Other Non-Fibrous Material

80%
10%

1830087-065

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Fibrous GlassRolled On Roof Core - Layered 
Felt/Tar, Black,   Non-homogeneous

None Detected
English Bldg

LAYER 10125-10B 15%
Bituminous Matrix/Filler 85%

1830087-066

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRolled On Roof Core - Paper, Pink,   
Homogeneous

None Detected
English Bldg

LAYER 10125-10C 95%
Binder/Filler 5%

1830087-067

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDuct Sealant, Gray,   Homogeneous None Detected
English Bldg

LAYER 10125-11 3%
Adhesive Binders/Filler 97%

1830087-068

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDuct Sealant, Gray,   Homogeneous None Detected
English Bldg

LAYER 10125-12 3%
Adhesive Binders/Filler 97%

1830087-069

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberDuct Sealant, Gray,   Homogeneous None Detected
English Bldg

LAYER 10125-13 3%
Adhesive Binders/Filler 97%

1830087-070

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Penetration Mastic, White/Black,   
Non-homogeneous

None Detected
English Bldg

LAYER 10125-14
Bituminous Matrix
Binder/Filler

10%
90%

1830087-071

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Penetration Mastic, White/Black,   
Non-homogeneous

None Detected
English Bldg

LAYER 10125-15
Bituminous Matrix
Binder/Filler

5%
95%

1830087-072

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Penetration Mastic, White,   Non-
homogeneous

None Detected
English Bldg

LAYER 10125-16
Binder/Filler 100%

1830087-073

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12"x12" Random Pinhole Ceiling Tile, 
Lt. Brown,   Homogeneous

None Detected
Art Bldg

LAYER 10125-A1A 100%
1830087-074

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Art Bldg

LAYER 10125-A1B
Adhesive Binders/Filler 100%

1830087-075

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wood Fiber12"x12" Random Pinhole Ceiling Tile, 
Brown,   Homogeneous

None Detected
Art Bldg

LAYER 10125-A2A 100%
1830087-076

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Art Bldg

LAYER 10125-A2B
Adhesive Binders/Filler 100%

1830087-077

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber2'x4' Fissured Ceiling Panel, 
White/Beige,   Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A3 50%
Perlite
Binder/Filler

45%
5%

1830087-078

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber2'x4' Fissured Ceiling Panel, 
White/Beige,   Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A4 50%
Perlite
Binder/Filler

45%
5%

1830087-079

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberButton Board, White/Brown,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A5 60%
Gypsum/Filler 40%

1830087-080

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberButton Board, White/Brown,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A6 65%
Gypsum/Filler 35%

1830087-081

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

Chrysotile
Art Bldg

LAYER 10125-A7 <1%
Calcium Carbonate
Binder/Filler

85%
15%

1830087-082

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

Chrysotile
Art Bldg

LAYER 10125-A8 <1%
Calcium Carbonate
Binder/Filler

85%
15%

1830087-083

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:

Window Putty, Gray,   Non-
homogeneous

Chrysotile
Art Bldg

LAYER 10125-A9 <1%
Calcium Carbonate
Binder/Filler

85%
15%

1830087-084

100%

Asbestos Present Yes <1%Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A10
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
45%
40%

1830087-085

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A11
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
45%
40%

1830087-086

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A12
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
45%
40%

1830087-087

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A13
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
45%
40%

1830087-088

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A14
Calcium Carbonate
Quartz
Binder/Filler

35%
20%
45%

1830087-089

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A15
Calcium Carbonate
Quartz
Other Non-Fibrous Material

15%
45%
40%

1830087-090

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Duct Wrapping, White/Silver,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A16 20%
5%

Metallic Foil
Binder/Filler

10%
65%

1830087-091

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Duct Wrapping, White/Silver,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A17 20%
5%

Metallic Foil
Binder/Filler

10%
65%

1830087-092

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A18 3%
Perlite
Binder/Filler

27%
70%

1830087-093

100%

Asbestos Present Yes 3.0%Total % Non-Asbestos: 97.0%Total %Asbestos:

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A19 3%
Perlite
Other Non-Fibrous Material

37%
60%

1830087-094

100%

Asbestos Present Yes 3.0%Total % Non-Asbestos: 97.0%Total %Asbestos:

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A20 2%
Perlite
Other Non-Fibrous Material

38%
60%

1830087-095

100%

Asbestos Present Yes 2.0%Total % Non-Asbestos: 98.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A21 3%
Perlite
Binder/Filler

37%
60%

1830087-096

100%

Asbestos Present Yes 3.0%Total % Non-Asbestos: 97.0%Total %Asbestos:

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A22 2%
Perlite
Other Non-Fibrous Material

38%
60%

1830087-097

100%

Asbestos Present Yes 2.0%Total % Non-Asbestos: 98.0%Total %Asbestos:

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A23 2%
Perlite
Other Non-Fibrous Material

38%
60%

1830087-098

100%

Asbestos Present Yes 2.0%Total % Non-Asbestos: 98.0%Total %Asbestos:

Acoustical Plaster Ceiling, 
Yellow/Gray,   Non-homogeneous

Chrysotile
Art Bldg

LAYER 10125-A24 3%
Perlite
Binder/Filler

37%
60%

1830087-099

100%

Asbestos Present Yes 3.0%Total % Non-Asbestos: 97.0%Total %Asbestos:

Synthetic Fiber
Fibrous Glass

Roof Core - Layered Felt/Tar, 
Silver/White/Black,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A25A 15%
10%

Bituminous Matrix/Filler 75%

1830087-100

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRoof Core - Paper, Brown,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A25B 95%
Binder/Filler 5%

1830087-101

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Core - Capsheet, 
Silver/White/Black,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A26A 10%
Bituminous Matrix/Filler 90%

1830087-102

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic Fiber
Fibrous Glass

Roof Core - Layered Felt/Tar, 
Silver/Black,   Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A26B 20%
15%

Bituminous Matrix/Filler 65%

1830087-103

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRoof Core - Paper, Brown,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A26C 95%
Binder/Filler 5%

1830087-104

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic Fiber
Fibrous Glass

Roof Core - Layered Felt/Tar, 
Silver/Black,   Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A26D 20%
15%

Bituminous Matrix/Filler 65%

1830087-105

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Synthetic Fiber
Fibrous Glass

Roof Core - Layered Felt/Tar, 
Silver/White/Black,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A27A 15%
10%

Bituminous Matrix/Filler 75%

1830087-106

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose FiberRoof Core - Paper, Brown,   Non-
homogeneous

None Detected
Art Bldg

LAYER 10125-A27B 95%
Binder/Filler 5%

1830087-107

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

WollastonitePenetration Mastic, White/Black,   
Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A28 5%
Bituminous Material
Other Non-Fibrous Material

40%
55%

1830087-108

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wollastonite
Cellulose Fiber

Penetration Mastic, White/Black,   
Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A29 5%
5%

Bituminous Material
Other Non-Fibrous Material

35%
55%

1830087-109

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Wollastonite
Cellulose Fiber

Penetration Mastic, White/Black,   
Non-homogeneous

None Detected
Art Bldg

LAYER 10125-A30 5%
5%

Bituminous Material
Other Non-Fibrous Material

35%
55%

1830087-110

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing Debris, Gray/Black,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
Art Bldg

LAYER 10125-A31 Present
Present
Present

Bituminous Material
Quartz
Other Non-Fibrous Material

Present
Present
Present

1830087-111

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Cesar Ruvalcaba

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

02/06/2018
02/06/2018

01/30/2018
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1830087

Project Number SMSD-18-7472

Santa Monica, CA

Project Name SAMOHI

WO Number

01/24/2018

Location

Date Sampled
Jorge RoblesSampled By

PO Number

Total Samples 113

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing Debris, Gray/Black,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
Art Bldg

LAYER 10125-A32 Present
Present
Present

Bituminous Material
Quartz
Perlite
Other Non-Fibrous Material

Present
Present
Present
Present

1830087-112

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Cellulose Fiber
Fibrous Glass
Wood Fiber

Roofing Debris, Gray/Black,   Non-
homogeneous
Note:  Qualitative Analysis

None Detected
Art Bldg

LAYER 10125-A33 Present
Present
Present

Bituminous Material
Quartz
Perlite
Other Non-Fibrous Material

Present
Present
Present
Present

1830087-113

100%

Asbestos Present No No Asbestos 
Detected

Total % Non-Asbestos: 100.0%Total %Asbestos:

Approved Signatory Cristina E. TabattAnalyst - Fred Chappelear

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Due to PLM limitations, results on
  samples with None Detected or samples with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended 
  to confirm PLM results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be 
  used by the customer to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall 
  be disposed according to local, state and federal laws, 30 days after results are reported.

Lab Code 500044-0
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Appendix C 
Field Bulk Sample List: Lead 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 1 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
Business building

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage

Wall PC-1 Plaster White
2nd floor - B206 
southwest

Interior walls 200 Yes

Wall PC-2 Drywall White
2nd floor B206- north 
center

Interior walls patch work <48 No

Ceiling PC-3 Plaster White
2nd floor -women's 
restroom ceiling center

Interior all rooms (above 
ceiling tile) al restrooms 

150 Yes

Wall PC-4 Stucco White
Exterior 1st floor 
southwest

Janitors closets, stage 200 No

Wall PC-5 Plaster Blue
1st floor hallway 
northwest

1st floor hallway <50 No

Ceiling/wall PC-6 Concrete White Room B109 southwest 1st floor storage rooms <49 No
Ceiling PC-7 Metal Gray B105 southwest Room B105 75,000 Yes
Roof vent PC-8 Metal Black Roof center Roof exhaust vents 160,000 Yes

 N/A 

 N/A 
 10 SF 
 18 SF 

Approx. 
Damage Qty.

 500 SF 

 N/A 

 100 SF 

 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 2 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
English Building

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage

Wall PC-9 Plaster White Room E107 east center
Interior throughout 
damaged in restroom 
ceiling space 

610 Yes

Wall PC-10 Plaster Blue
1st floor hallway by entry 
to restroom 

Hallways and stairways <50 No

Wall PC-11 Drywall White E103 north center
Interior throughout patch 
work 

52 No

Ceiling PC-12 Plaster White
1st floor hallway center 
by E107

Interior throughout 430 No

Duct PC-13 Metal White
1st floor communications 
room center

1st floor communication 
room, mechanical room 

370 No

Wall/ceiling PC-14 Concrete White
1st floor communications 
room center

1st floor communication 
room, mechanical room 

120 No

Wall PC-15 Drywall Beige Room 209 north center Room 209, 209A 2,600 Yes
Wall PC-16 Plaster Beige Room 209 southeast Room 209, 209A 66 Yes
Ceiling PC-17 Metal Brown Room 209 southeast Room 209 <66 No
Wall PC-18 Stucco White Exterior northwest Exterior wall <47 No
Roof vent PC-19 Metal White Roof northeast Roof 48 No

Beam PC-19A Metal Orange Ceiling space
Structural beams and 
columns 

650,000 No

 N/A 

Approx. 
Damage Qty.

 100 SF 

 N/A 

 N/A 

 N/A 

 N/A 

 N/A 

 100 SF 
 100 SF 

 N/A 
 N/A 
 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 3 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
Art Building

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage

Wall PC-20 Plaster White A103 east center Interior walls throughout 1,100 No

Ceiling PC-21 Plaster White A103 north center
Interior ceiling 
throughout

910 No

Wall PC-22 Stucco White Exterior north center Exterior 540 No
Roof vent PC-23 Metal White Roof center Roof <47 No

Wall PC-24 Drywall White
1st floor equipment room 
northwest

Interior patch work 62 No

Beam PC-25 Metal Orange Attic space - center
Interior structural 
beam/columns

560,000 No  N/A 

Approx. 
Damage Qty.

 N/A 

 N/A 

 N/A 
 N/A 

 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 4 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
Barnum Hall

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage

Wall PC-40 Stucco Beige Exterior east center
Exterior walls, 
predominant color

<50 No

Wall PC-41 Stucco White Exterior north center Exterior walls and trim 82 No

Wall PC-42 Plaster Green Lobby northwest

Lobby, mezzanine level 
1, boys restroom, girls 
restroom (interior 
throughout) 

970 No

Wall PC-43 Concrete White Projection room
Projection room walls 
and ceilings

1,000 No

Ceiling PC-44 Plaster White
Auditorium northeast 
corner

Interior throughout <48 No

Beam PC-45 Metal Red Stage center
Stage area beams, 
columns, catwalk

220 No

Wall PC-46 Brick Green
Basement Hallway 
southwest

Basement <49 No

Beam PC-47 Metal Orange Attic space center
Original structural 
beams, columns, 
decking

440,000 No

HVAC PC-48 Metal White
Roof north center 
section center

Roof HVAC units and 
ducting 

79 No

 N/A 

Approx. 
Damage Qty.

 N/A 

 N/A 

 N/A 

 N/A 

Limited sampling only wall, ceilings, attics, ceiling space and roof were inspected. 

 N/A 

 N/A 

 N/A 

 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 5 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage
Wall PC-49 Plaster White L109 southwest Interior throughout 350 No

Wall PC-50 Plaster Blue
1st floor hallway by room 
L110

1st floor hallway <49 No

Ceiling PC-51 Plaster White 1st floor L109D center
1st floor closets 
restrooms

730 No

Wall PC-52 Stucco White Exterior north center Exterior 57 No
Wall PC-53 Plaster Green L109A center L109A 940 No
Duct PC-54 Plaster Green L109A north center L109A 1,300 Yes

Wall PC-55 Drywall White L112 south center
Dividing walls 1st/3nd 
floor classrooms

380 No

Wall PC-56 Drywall White L102 southwest
L102, L103, L100, L101, 
1st floor hallway, 2nd 
floor L200 - L203

<49 No

Wall PC-57 Drywall Blue
2nd floor hallway 
southwest

1st/2nd floor hallway <49 No

Language/ Library Building

 20 SF 

 N/A 

 N/A 

 N/A 

Approx. 
Damage Qty.

 N/A 

 N/A 

 N/A 

 N/A 
 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 6 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
History Building

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage
Wall PC-58 Stucco White Exterior east center Exterior walls 130 No

Wall PC-59 Plaster Blue 1st floor hallway by H120 1st floor hallway <49 No

Wall PC-60 Plaster White Room H121 east center All rooms throughout 2,600 No

Wall PC-61 Drywall White Room H121 east center
All room throughout 
patch work 

67 No

Ceiling PC-62 Plaster White
1st floor women's 
restroom southwest

Restroom, closets, 
storage rooms

58 No  N/A 

Approx. 
Damage Qty.

 N/A 

 N/A 

 N/A 

 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 7 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
North/South Gym 

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage

Wall PC-63 Drywall White
Basement SG14 
southwest

Basement throughout 59 No

Wall/ceiling PC-64 Concrete White
Basement SG14 
northwest

Basement throughout 57 No

Duct PC-66 Metal White Basement SG16A Interior duct work 72 No

Beam Wall PC-67 Metal Green
South gym 2nd floor 
mechanical attic space

Interior structural beams, 
columns, truss

27,000 No

Wall
PC-65,       
PC68

Plaster White N220 southeast Interior throughout 
<48,          
<47

No

Wall PC-69 Plaster Yellow 
North gym 2nd level 
southwest hallway

North gym lobby, 
mezzanine area

460 No

Wall PC-70 Stucco White North gym north center 65 No
Wall PC-71 Concrete White South gym southwest 67 No

 N/A 

Approx. 
Damage Qty.

 N/A 

 N/A 

 N/A 

Exterior throughout 

 N/A 

 N/A 

 N/A 
 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 8 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
Admin Building

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage
Duct PC-72 Metal White Book room center Book room 5,000 Yes
Wall/ceiling PC-73 Concrete White Book room northeast Basement area 570 No

Wall PC-74 Plaster White
Book room restroom 
southwest

Walls/ceilings basement 
area, 1st floor, office, 
storage, restrooms

1,100 No

Wall PC-75 Drywall White
Electrical room 
southeast

Electrical room, 1st floor 
restrooms, offices (patch 
work)

<46 No

Wall PC-76 Brick White Exterior north center Exterior walls <49 No
Wall PC-77 Stucco White Exterior north center Exterior walls 440 No

Wall PC-78 Brick Yellow
Hallway northeast corner 
by northeast exit 

1st floor, lobbies, 
hallways, main areas

<49 No

Wall PC-79 Plaster Yellow
Hallway by entry to 
AD511

1st floor, lobbies, 
hallways, main areas

<53 No

Wall PC-80 Drywall Yellow
Hallway by entry to 
AD508

1st floor, lobbies, 
hallways, main areas

<58 No

 N/A 

 N/A 

 N/A 

 N/A 

Approx. 
Damage Qty.

 50 SF 
 N/A 

 N/A 

 N/A 

 N/A 



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 9 of 9
CLIENT: Santa Monica- Malibu USD
PROJECT NO: SMSD-17-7472
PROJECT NAME: HAMOHI - HVAC

 
Music Building

Component Sample No. Substrate Paint Color Sample Location Material Location Results (PPM) Damage

Wall PC-81 Wood White Room 201A southwest
Practice rooms, 1st and 
2nd floors, M100, M101

<48 No

Wall PC-82 Plaster White Room 200A north center
Interior throughout 
original walls (M200, 
M105, M100, N101)

<48 No

Wall PC-83 Drywall White Room 200 south center
Interior patch work 
walls/ceilings at 2nd floor

<81 No

Wall PC-84 Stucco White
Exterior 2nd level west 
center

Exterior walls 350 No

Wall PC-85 Drywall Blue
1st floor hallway 
southwest

1st/2nd floor hallways <50 No

Beam PC-86 Metal Blue M102 center
Room M120. M104, 
M103

<47 No

Deck PC-87 Metal Blue M102 northwest
Room M102, M104, 
M103

<49 No

Duct PC-88 Metal Blue M102 center
Room M102, M104, 
M103

<77 No

Wall PC-89 Drywall White M102 southwest 1st floor throughout 61 No
Wall PC-90 Brick White M105 south center M105 66 No

 N/A 

Approx. 
Damage Qty.

 N/A 

 N/A 

 N/A 

 N/A 

 N/A 

 N/A 

 N/A 

 N/A 
 N/A 





















 

 

Appendix D 
Laboratory Analytical: Lead 



 1508 East 33rd Street
Signal Hill, CA 90755

Tel (562) 206-2770
Fax (562) 206-2773

Alta Environmental Project Number: SMSD-17-7472
3777 Long Beach Boulevard Project Name: SAMOHI
Long Beach, CA 90807 Location:
Attention: Cesar Ruvalcaba

PO Number: SMSD-17-7472

Report Number: 1830118
Date Sampled: 1/24/2018, 1/25/2018

Date Received: 2/1/2018 1/29/2018, 1/30/2018
Date Analyzed: 2/7/2018 1/31/2018
Date Reported: 2/8/2018 Sampled By: F.R.

Total Samples: 77

Analytical Method:       EPA 7420/3050
Reporting Limit: 5.0 µg

Lead (Pb) in Paint by Flame AAS
Lab ID Sample Weight Lead Concentration
Client ID (g) ppm (mg/kg)
1830118-001
PC-1

1830118-002
PC-2

1830118-003
PC-3

1830118-004
PC-4

1830118-005
PC-5

1830118-006
PC-6

1830118-007
PC-7

1830118-008
PC-8

1830118-009
PC-9

1830118-010
PC-10

1830118-011
PC-11

1830118-012
PC-12

0.1014 52

0.1060 430

0.1005 75,000

0.1030 160,000

0.1003 < 50

0.1028 < 49

0.1000 150

0.1062 200

0.1001 220

0.1047 < 48

Wall Drywall White - English Bldg

Ceiling Plaster White - English Bldg

Wall Stucco White - Business Bldg

Wall Plaster Blue - Business Bldg

Wall Plaster White - Business Bldg

Wall Plaster Blue - English Bldg

Location/Description

Wall Plaster White - Business Bldg

Wall Drywall White - Business Bldg

Ceiling Plaster White - Business 
Bldg

Ceiling/Wall Concrete White - 
Business Bldg

Ceiling Metal Gray - Business Bldg

Roof Vent Metal White - Business 
Bldg

0.1046 610

< 500.1000

1 of 5



 1508 East 33rd Street
Signal Hill, CA 90755

Tel (562) 206-2770
Fax (562) 206-2773

Report Number: 1830118

Alta Environmental Project Number: SMSD-17-7472
3777 Long Beach Boulevard Project Name: SAMOHI
Long Beach, CA 90807 Location:
Attention: Cesar Ruvalcaba

PO Number: SMSD-17-7472
Lead in Paint by Flame AAS

Lab ID Sample Weight Lead Concentration
Client ID (g) ppm (mg/kg)
1830118-013
PC-13

1830118-014
PC-14

1830118-015
PC-15

1830118-016
PC-16

1830118-017
PC-17

1830118-018
PC-18

1830118-019
PC-19

1830118-020
PC-19A

1830118-021
PC-20

1830118-022
PC-21

1830118-023
PC-22

1830118-024
PC-23

1830118-025
PC-24

1830118-026
PC-25

1830118-027
PC-40

1830118-028
PC-41

1830118-029
PC-42

1830118-030
PC-43

970

Wall Concrete White - Barnum Hall 0.1008 1000

Roof Vent Metal White - English 
Bldg 0.1031 48

Wall Stucco White - English Bldg 0.1064 < 47

Ceiling Metal Brown - English Bldg 0.0763 < 66

Wall Plaster Beige - English Bldg 0.0873 66

Wall Drywall Beige - English Bldg 0.1041 2600

370

Wall/Ceiling Concrete White - 
English Bldg 0.1053 120

Location/Description

Duct Metal White - English Bldg 0.1052

Beam Metal Orange - English Bldg 0.1074 650,000

Wall Plaster White - Arts Bldg 0.1028 1100

Ceiling Plaster White - Arts Bldg 0.1065 910

Wall Stucco White - Arts Bldg 0.1030 540

Roof Vent Metal White - Arts Bldg 0.1057 < 47

Wall Drywall White - Arts Bldg 0.0846 62

Beam Metal Orange - Arts Bldg 0.1012 560,000

82

Wall Stucco Beige - Barnum Hall 0.1001 < 50

Wall Stucco White - Barnum Hall 0.1066

Wall Plaster Green - Barnum Hall 0.1009

2 of 5



 1508 East 33rd Street
Signal Hill, CA 90755

Tel (562) 206-2770
Fax (562) 206-2773

Report Number: 1830118

Alta Environmental Project Number: SMSD-17-7472
3777 Long Beach Boulevard Project Name: SAMOHI
Long Beach, CA 90807 Location:
Attention: Cesar Ruvalcaba

PO Number: SMSD-17-7472
Lead in Paint by Flame AAS

Lab ID Sample Weight Lead Concentration
Client ID (g) ppm (mg/kg)
1830118-031
PC-44

1830118-032
PC-45

1830118-033
PC-46

1830118-034
PC-47

1830118-035
PC-48

1830118-036
PC-49

1830118-037
PC-50

1830118-038
PC-51

1830118-039
PC-52

1830118-040
PC-53

1830118-041
PC-54

1830118-042
PC-55

1830118-043
PC-56

1830118-044
PC-57

1830118-045
PC-58

1830118-046
PC-59

1830118-047
PC-60

1830118-048
PC-61

Wall Drywall White - History Bldg 0.1007 67

0.1046 < 48

Location/Description

0.0700

Ceiling Plaster White - Barnum Hall

Beam Metal Orange - Barnum Hall 0.1026 440,000

HVAC Unit Metal White - Barnum 
Hall 0.0729 79

Wall Plaster White - Language Bldg 0.1005 350

Wall Plaster Blue - Language Bldg 0.1024 < 49

Ceiling Plaster White - Language 
Bldg 0.1000 730

Wall Stucco White - Language Bldg 0.1089 57

Wall Plaster Green - Language Bldg 0.1008 940

Duct Metal Green - Language Bldg 0.1023 1300

Wall Drywall White - Language Bldg 0.1014 380

Wall Drywall White - Language Bldg 0.1030 < 49

Wall Drywall Blue - Language Bldg 0.1029 < 49

Wall Stucco White - History Bldg 0.1032 130

Wall Plaster Blue - History Bldg 0.1026 < 49

Wall Plaster White - History Bldg 0.1007 2600

220

Wall Brick Green - Barnum Hall 0.1016 < 49

Beam Metal Red - Barnum Hall
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 1508 East 33rd Street
Signal Hill, CA 90755

Tel (562) 206-2770
Fax (562) 206-2773

Report Number: 1830118

Alta Environmental Project Number: SMSD-17-7472
3777 Long Beach Boulevard Project Name: SAMOHI
Long Beach, CA 90807 Location:
Attention: Cesar Ruvalcaba

PO Number: SMSD-17-7472
Lead in Paint by Flame AAS

Lab ID Sample Weight Lead Concentration
Client ID (g) ppm (mg/kg)
1830118-049
PC-62

1830118-050
PC-63

1830118-051
PC-64

1830118-052
PC-65

1830118-053
PC-66

1830118-054
PC-67

1830118-055
PC-68

1830118-056
PC-69

1830118-057
PC-70

1830118-058
PC-71

1830118-059
PC-72

1830118-060
PC-73

1830118-061
PC-74

1830118-062
PC-75

1830118-063
PC-76

1830118-064
PC-77

1830118-065
PC-78

1830118-066
PC-79

Wall Plaster Yellow - Admin Bldg 0.0947 < 53

Wall Brick Yellow - Admin Bldg 0.1019 < 49

Wall Stucco White - Admin Bldg 0.1058 440

Wall Brick White - Admin Bldg 0.1022 < 49

Wall Drywall White - Admin Bldg 0.1083 < 46

Wall Plaster White - Admin Bldg 0.1011 1100

Wall/Ceiling Concrete White - Admin
Bldg 0.1071 570

Duct Metal White - Admin Bldg 0.1015 5000

Wall Concrete White - North/South 
Gym 0.1002 67

Wall Stucco White - North/South 
Gym 0.1003 65

Wall Plaster Yellow - North/South 
Gym 0.1017 460

Wall Plaster White - North/South 
Gym 0.1065 < 47

Beam Metal Green - North/South 
Gym 0.1023 27,000

Duct Metal White - North/South Gym 0.0833 72

Location/Description

Ceiling Plaster White - History Bldg 0.1034 58

Wall Drywall White - North/South 
Gym 0.1018 59

Wall/Ceiling Concrete White - 
North/South Gym 0.1056 57

Wall Plaster White - North/South 
Gym 0.1044 < 48
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 1508 East 33rd Street
Signal Hill, CA 90755

Tel (562) 206-2770
Fax (562) 206-2773

Report Number: 1830118

Alta Environmental Project Number: SMSD-17-7472
3777 Long Beach Boulevard Project Name: SAMOHI
Long Beach, CA 90807 Location:
Attention: Cesar Ruvalcaba

PO Number: SMSD-17-7472
Lead in Paint by Flame AAS

Lab ID Sample Weight Lead Concentration
Client ID (g) ppm (mg/kg)
1830118-067
PC-80

1830118-068
PC-81

1830118-069
PC-82

1830118-070
PC-83

1830118-071
PC-84

1830118-072
PC-85

1830118-073
PC-86

1830118-074
PC-87

1830118-075
PC-88

1830118-076
PC-89

1830118-077
PC-90

CA ELAP Cert #2823

Approved Signatory- Cristina E. Tabat

Samples tested were received in acceptable condition unless otherwise stated.  Test report relates only to items tested. This report shall not 
be reproduced without the written approval of this laboratory.  The client shall be solely responsible for interpreting analytical results. 
Samples have not been blank corrected. Samples shall be disposed according to local, state and federal laws, 30 days after reporting 
results.

Wall Brick White - Music Bldg 0.1020 66

Wall Drywall White - Music Bldg 0.1025 61

Duct Metal Blue - Music Bldg 0.0650 < 77

Deck Metal Blue - Music Bldg 0.1028 < 49

Beam Metal Blue - Music Bldg 0.1054 < 47

Wall Drywall Blue - Music Bldg 0.1005 < 50

Wall Stucco White - Music Bldg 0.1044 350

Wall Drywall White - Music Bldg 0.0616 < 81

Wall Plaster White - Music Bldg 0.1037 < 48

< 58

Wall Wood White - Music Bldg 0.1036 < 48

Location/Description

Wall Drywall Yellow - Admin Bldg 0.0862
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Appendix E 
Alta Environmental Employee Certifications 

 















 

 

Appendix F 
Previous Survey:  

 
Cape Environmental 1993,  
CTL Environmental 2006, 








































































































































































































































































































































































































































































































































































































































